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CONSTRUCTION NOTES NOTE: CHAINAGES SHOWN ARE ALONG FOR WATER SERVICE INFO @
1. EXPOSE EXISTING WATERMAIN & CONFIRM INVERTS PRIOR TO CONSTRUCTION. N. B OF PATRICIA AVE. SEE DRAWING D—-8668 S o /
2. LOCATION OF ALL SERVICES TO BE CONFIRMED IN THE FIELD. [ e—
3. INSTALL WATERMAIN BY TRENCHLESS METHODS. \
4. TRENCHES AND EXCAVATIONS WITHIN 1 METRE OF A PAVED AREA INCLUDING T
SIDEWALKS SHALL BE CLASS 3 BACKFILL.
S ALL MATENIALS SHALL CONFORM TO THE CITY OF WINNIPEG STANDARD
CONSTRUCTION SPECIFICATIONS.
6. MINMUM COVER TO TOP OF WATERMAIN SHALL BE 24 m.

7. REPLACE ALL EXISTING LEAD SERVICES FROM PROPOSED WATERMAN TO R,
8, NOTIFY ALL AFFECTED RESIDENTS AND BUSINESSES 24 HOURS IN ADVANCE

OF ANY WATER SHUTDOWNS OR DISRUPTION OF SERVICE. PATRICIA AVE
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NOTE: ALL VALVES TO BE INSTALLED
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MATCHLINE STA. 2+25

IF POWER EQUIPMENT OR EXPLOSIVES ARE TO BE USED

FOR_EXCAVATION ON THIS PROJECT THE CONTRACTOR

1) N.OTIFV THE GAS COMPANY OF THE PROPOSED
LOCATION OF EXCAVATION.

2) TAKE PRECAUTION TO AVOID DAMAGE TO GAS
‘COMPANY INSTALLATIONS.

SEE PROVINCIAL REGULATION 210/72 FOR DETAILS
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