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PART D – SUPPLEMENTAL CONDITIONS 
 

Revise: D2.1 The Work to be done under the Contract shall consist of supply and delivery of a diesel 
generator (including supply of 2400 litres of fuel, and top up of fuel used during 
commissioning) and transfer switch, including all start-up testing, commissioning, 
training and coordination with General Contractor. 

PART E – SPECIFICATIONS 

Revise: E2.2.2 (vii) Fuel supply system to include all generator set mounted fuel equipment such as 
pumps, filters etc. Supply and installation of bulk storage tank, day tank, main fuel 
transfer pumps and piping will for part of General Contractor’s scope of work. 
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