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PART B – BIDDING PROCEDURES 

Revise: B2.1 to read: The Submission deadline is 4:00 p.m. Winnipeg time, August 7, 2009. 

PART D – SUPPLEMENTAL CONDITIONS 

Revise: D16.1 to read: The Contractor shall achieve Substantial Performance by April 1, 2010. 

Revise: D17.1 to read: The Contractor shall achieve Total Performance by April 1, 2010. 

PART E – SPECIFICATIONS 

Revise: E1.1 to read: The following are applicable to the Work: 
 

Specification No. Specification Title 
Section 00010 Table of Contents 
Section 15010 Mechanical General Provisions 
Section 15051 Acceptable Materials & Equipment 
Section 15180 Insulation 
Section 15800 
Section 15900 

Air Distribution 
Controls/Instrumentation 

Section 16010 Electrical General Requirements 
Section 16111 Conduit, Conduit Fastenings and Conduit Fittings 
Section 16122 Wires and Cables 
Section 16131 Splitters, Junction, Pull Boxes and Cabinets  
Section 16132 Outlet Boxes, Conduit Boxes and Fittings 
Section 16141 
Section 16151 
Section 16191 

Wiring Devices 
Wire And Box Connectors – 0-1000 V 
Fastenings and Supports 

Section 16192 Mechanical Equipment Connections 
Section 16195 
Section 16426 
Section 16440 
Section 16450 
Section 16461 
Section 16471 

Work in Existing Building 
Secondary Switchgear (120V-208V & 347-600V) 
Disconnect Switches–Fused and Non-Fused up to 1000V 
Grounding - Secondary 
Dry Type Transformers Up to 600 V Primary 
Panelboards Breaker Type 
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Section 16475 
Section 16477 
Section 16478 

Transient Voltage Surge Suppression 
Moulded Case Circuit Breakers 
Fuses – Low Voltage 

Section 16505 
Section 16536 
Section 16622 
Section 16627 
Section 16628 

Lighting Equipment 
Unit Equipment for Emergency Lighting 
Power Generation Diesel 
Automatic Load Transfer Equipment 
Manual Transfer Switches 

Section 16723 Fire Alarm Systems Base Building 
Section 16811 Motor Starters to 600V 
Section 16505 
Section 16536 
Section 16622 
Section 16627 

Lighting Equipment 
Unit Equipment for Emergency Lighting 
Power Generation Diesel 
Automatic Load Transfer Equipment 

Section 16723 Fire Alarm Systems Base Building 
Section 16811 Motor Starters to 600V 

 
Drawing No. Drawing Name/Title 
  
G0.1 SITE PLAN AND DRAWING LIST 
A1.0 SUB-BASEMENT FLOOR PLAN 
A2.0 SEVENTH (PENTHOUSE) AND INTEREMEDIATE FLOOR PLAN 
A3.0 SPEC, SCHEDULE, & NOTES 
S1.0 PARTIAL 7TH FLOOR FRAMING PLAN PARTIAL ROOF FRAMING PLAN DETAILS / NOTES 
M1.0 MECHANICAL 7TH FLOOR PROPOSED LOCATION FOR NEW EQUIPMENT  
M2.0 SUB-BASMENT MECHANICAL ROOM PROPOSED LOCATION OF NEW EQUIPMENT  
M3.0 SUB-BASEMENT AND BASEMENT PLANS PROPSED LOCATION FOR FUEL OIL PIPING 

RUN 
E0.1 ELECTRICAL SYMBOL LEGEND  
E1.0 SITE PLAN AND BASEMENT LEVEL PLAN  
E2.0 ELECTRICAL 7TH FLOOR LOCATION FOR NEW EQUIPMENT  
E3.0 NEW EMERGENCY GENERATOR SINGLE LINE SCHEMATIC OF NEW EMERGENCY 

SYSTEM UPGRADE  
E3.1 NEW SINGLE LINE DISTRIBUTION OF NEW EMERGENCY SYSTEM UPGRADE  
E3.2 EXISTING EMERGENCY GENERATOR SINGLE LINE SCHEMATIC  
E3.3 EXISTING BUSDUCT RISER DIAGRAM 
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