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STANDARD DETAILS (4)
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TO AND BE TIED OFF TO BOTTOM MAT OF SLAB REINFORCING.

UNLESS NOTED OTHERWISE, ALL DOWEL HOOKS SHALL EXTEND1.
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HORIZONTAL CONSTRUCTION JOINT

REINFORCING AT

0330-003

SEE NOTES
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SEE NOTES

@ 150mm EF,
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SEE NOTES
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HORIZ BARS
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CONSTRUCTION JOINT

AT INTERMEDIATE

WHICHEVER IS GREATER.

BAR SIZE SHOWN ON THE DRAWINGS OR THE MINIMUM BAR SIZE IN THE TABLE BELOW,

HORIZONTAL BAR SIZE FOR THE 1200mm ZONE SHALL BE THE TYPICAL WALL HORIZONTAL

PROVIDE ADDITIONAL BARS FOR 150mm SPACING.

STRUCTURES.  WHERE TYPICAL WALL HORIZONTAL BARS ARE AT 300mm SPACING,

ALL HORIZONTAL WALL CONSTRUCTION JOINTS IN LIQUID CONTAINING AND BELOW-GRADE

PROVIDE HORIZONTAL BARS AT 150mm SPACING EACH FACE IN THE FIRST 1200mm ABOVE
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