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ROOM

ELECTRICAL

4 & 5

CLARIFIERS

10M@300 TIES

ALL AROUND

AND SEALANT

BACKER ROD

SURFACE

AND CLEAN EXST

POWER WASH

ADHESIVE DWLS

DRILL-IN

15M@600

NEW AND EXST

BETWEEN

JOINT FILLER

15M@300 HORIZ

FULL HEIGHT

NEW AND EXST

BETWEEN

JOINT FILLER

WATERSTOP

CONT RETROFIT

ADHESIVE DWLS

DRILL-IN

15M@600

2-15M HORIZ

15M@200

HOSE WATERSTOP

CONT INJECTION

TYPE WATERSTOP

300mm WIDE STRIP

WATERSTOP

CONT RETROFIT

SEALANT

JOINT FILLER AND 

CONT BACKER ROD,

0315-806

0330-811
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BEFORE CMU IS

WALL SEE PLANS

CURB UNDER CMU

SEE PLANS FOR DETAILS

SIZE AND LOCATION

SEE ARCH DWGS FOR 
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