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SECONDARY CLARIFIERS 4 AND 5

ROOF PLAN - PART A
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GENERAL CONTRACTOR 
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SDTL-S010
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SDTL-S010

ENDS. SEE        AND 

LOCATIONS AND AT BOTH

TO U/S OF SLAB AT 2 

BEAM BELOW ATTACHED 

2 TONNE MONORAIL

S310x52

DESIGN SUPERIMPOSED PIPE HANGER LOAD=2KPa

DESIGN SUPERIMPOSED SNOW LOAD=5KPa

DESIGN SUPERIMPOSED LL=1KPa3.

DESIGN SUPERIMPOSED SNOW LOAD=5.0KPa2.

DESIGN SUPERIMPOSED PIPE HANGER LOAD=1.0KPa

DESIGN SUPERIMPOSED SNOW LOAD=3KPa

DESIGN SUPERIMPOSED LL=1KPa1.
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300mm WIDE STRIP TYPE 
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COURSE.  SEE ARCH DWG FOR LOCATION.

DWLS AND TRUSS TYPE REINF IN SECOND

REINF WITH 15M@1200 VERT DRILL-IN

ATTACHED TO CONC ALL AROUND.

150mm x 600mm HIGH CMU WALL

01

EL 236.877

DWGS, U/S OF DECK

SEE ARCHITECTURAL

ON BOTH SIDES

METAL STUD WALLS

SUPPORTED ON

STEEL DECK

1.51mm THICK GALV

115mm DEEP x

COURSE. SEE ARCH DWG FOR LOCATION.

DWLS AND TRUSS TYPE REINF IN SECOND

REINF WITH 15M@1200 VERT DRILL-IN

ATTACHED TO CONC ALL AROUND.

150mm x 600mm HIGH CMU WALL
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