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A1

MECHANICAL

BIOREACTOR/BLOWER BUILDING

1-0102-MGAD-R613

HVAC - SECTION B

T. TRAND. LE

H.T. FREIHAMMER

SOUTH END WATER POLLUTION CONTROL CENTRE

A. BERSHTEIN

Lr Mr Nr Pr

TYP OF 2

AIR INTAKE

COMBUSTION 

TYP OF 2

FLUE EXHAUST

AHU-R610

FD-R610-1

BOD 229.42

700-SA

BOD 229.32

900-SA

BOD 229.54

450-SA

BOD 229.47

600-SA

TYP OF 3

BOD 230.85

850 L/s

1100X450-SR

950X950-SA

BOD 235.28

300X250-SA
BOG 236.22

188 L/s

225X225-RR

BOD 236.22

250-RA

BOD 235.72

400-SA

BOD 237.0

900x950-SA

BOD 235.9

550X850-SA

FD-R620-1

FD-R620-2

M XV-R6211 MXV-R6221 M XV-R6231

UH-R624

TYP OF 2

FROM AHU-R610

FLUE EXHAUST

250-EA

CL EL 239.68

65-NG-CS02

CL EL 238.10

15-NG-CS02

BOD 237.55

1100X400-RA

BOD 237.55

800X400-RA

BOD 237.55

500X400-RA

BOD 235.90

850X550-SA

BOD 235.90

650X550-SA

BOD 235.90

350X550-SA

RR-R620-6RR-R620-5RR-R620-4RR-R620-3RR-R620-1

TYP OF 3

(1260 L/s)

SR-R620-3

1050X500

TYP OF 6

(630 L/s)

RR-R620-2

750X300SR-R620-1 SR-R620-2

2016/01/29

ISSUED FOR TENDER - B.O. 899-2015

2337-809

TYP

TYP

2331-102

TYP

2305-107

TYP

2333-808

TYP

2380-436

2380-427

TYP

2210-801

B

MGAD-R605

1:50

SECTION

MGAD-R609

MGAD-R610

FOR VENT THROUGH ROOF.

3. REFER TO ARCHITECTURAL STANDARD DETAILS 

THROUGH ROOF.

FOR GAS PIPE SUPPORT ON ROOF AND GAS PIPE 

2. REFER TO ARCHITECTURAL STANDARD DETAILS

1. REFER TO DUCT SCHEDULE FOR MATERIAL.

NOTES:

TYP

NOTE 2

TYP

NOTE 3

BOP 236.30

PLENUM

EXHAUST

2500X900

TYP OF 3

BOP 236.30

EXHAUST PLENUM

2350X900

BOP 236.30

PLENUM

EXHAUST 

500X900

BLOWER ROOM

GALLERY 8A

MECHANICAL ROOM

ROOM

ELECRTICAL

TYP

TRANSITION

1-0102-MGAD-R613.dgn

TYP

2334-500

 

 

T. TURZAK

2016/01/29

BOD 237.18

400-SA

01
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