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Line of existing soffit. Refer to 
Main Floor RCP Note 8 and 
A-400 for scope of work to 
existing soffit and facia.

Xst'g Entry Reflected Ceiling Plan
Scale: 1:50
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Soffit and wood trim to be cleaned, 
loose paint removed, spot primed 
and painted. Colour to be selected 
by Contract Administrator.
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Refurbish existing 
light fixture. See 
Electrical.

For light fixtures in 
main library area 
refer to 1/A-203. 
Typical.
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Reflected Ceiling Plan Legend:

Pot light (LED, Coordinate with Electrical)

Suspended/ wall mounted strip light (LED, Coordinate with Electrical)

ACT mounted light (LED, Coordinate with Electrical)

Supply air grille (Coordinate with Mechanical)

Return air grille (Coordinate with Mechanical)

Acoustic ceiling tile (610x610)

45 minute fire resistance rating

MAIN FLOOR RCP NOTES
1. Coordinate light fixtures with Electrical. Lighting layouts on Architectural drawings govern.

2. Patch and make good all walls and ceilings affected by demolition and construction to match existing.

3. Patch, prepare and paint all existing ceiling surfaces to remain exposed.

4.  All exposed mechanical ductwork, piping, electrical conduit, structure, and decking to receive paint 
finish.

5.  All dimensions on Reflected Ceiling Plans are to finished face of walls. Refer to floor plans for overall 
dimensions.

6.  All joints at rated assemblies, and between rated and non-rated assemblies are to be fire-rated 
systems of equivalent fire-rating as the rated assembly, typical.  

7.  All existing penetrations through existing walls designated as new fire separations are to be 
firestopped to the required equivalent rating, typical.

8.  Existing soffit around perimeter of existing buiding to be cleaned, loose paint removed, spot primed 
and painted. Colour to be selected by Contract Administrator. 
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