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APPROVED PRODUCT EQUALS 

Section 07 21 13 Board and Semi Rigid Insulation: 

 Product Specified:     Approved Equal Granted: 
 Styrofoam SM     Halo Subterra 30 

Section 07 26 00 Vapour Retarders: 

 Product Specified:     Approved Equal Granted: 
 Blueskin SA     Soprema Sopraseal Stick 1100T 

Section 08 36 16 Sectional Doors: 

 Product Specified:     Approved Equal Granted: 
GARAGA Industries Model G5000   Clopay Commercial, Model 3718 
    
       Reliable Steel-craft TD134 door 

Section 08 71 02 Door Hardware – Power Door Operator: 

 Product Specified:     Approved Equal Granted: 
Hunter HA-8-4     Gyro Tech GT8500 

Section 09 21 16 Gypsum Board Assemblies: 

 Product Specified:     Approved Equal Granted: 
Denshield by Georgia Pacific    Durock Glass Mat Backerboard    

Section 09 51 99 Acoustical Ceilings for Minor Works: 

 Product Specified:     Approved Equal Granted: 
CertainTeed Sand Micro Customline  CGC Olympia ILT 

 CertainTeed 15/16” Classic Stab SM1020  CGC Donn 15/16 DXT 
 

Section 10 21 13 Plastic Toilet Compartments: 
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 Product Specified:     Approved Equal Granted: 
Scranton Products     Hadrian Solid Plastic Toilet Partiton 

 

Mechanical Specification 

 Product Specified:     Approved Equal Granted: 
WC-1	American	Standard	Madera	 	 	 Kohler	–	K-	96057-0	

	 	 	 	 Kohler	–	K-	4731-SC-0	
U-1	American	Standard	Washbrook	 	 	 Kohler	–	K-4991-ET-0	
FD-1	Smith	Series	 	 	 	 	 Watts	

	 WHA	Smith	Series	 	 	 	 	 Watts	
	 TP-1	P.P.P.	Inc.	 	 	 	 	 	 Watts	

CO	1	–	5	Smith	Series	 	 	 	 	 Watts	
WH-2	Watts	 	 	 	 	 	 Watts	
Lav	–	1	 American	Standard	Cadet	 	 	 Kohler	–	K-2196-4-0	
Lav	–	2	American	Standard	Murro	 	 	 Kohler	–	K-1999-4-0	
	
Note:	Any	Design	modification	required	to	use	the	approved	equal	manufacturer’s	product	is	the	responsibility	
of	the	contractor	and	supplier	and	must	work	in	a	manner	as	intended	by,	and	acceptable	to,	the	Contract	
Administrator.	
	

PART E – SPECIFICATIONS 

Section 04 22 00   

Revise Section 2.1 to read: 
. 1          Standard and high strength concrete block units: to CAN/CSA-A165 Series (CAN/CSA-A165.1). 
. 1            Classification: Standard Block H/15/A/M. High Strength Block (where noted on structural 

drawings) H/30/A/M. 
.2            Size:  Modular – Mason to confirm whether existing block is imperial or metric prior to ordering 
block.  
.3            Special shapes: provide square units for exposed corners. Provide purpose-made shapes for 
lintels, beams and bond beams. Provide additional special shapes as indicated.” 
 

Section 07 61 00  

Revise section 2.1.1.4.1.1 to read: 

 AR Standing Seam Roof, Type AR-38 by Agway Metals or approved equal by Schedule B 

Section 08 71 01 

Add Door and Frame Types 

Section 10 51 13 

Revise section 2.1.1.3 to read: 

 Top: Sloped 

Electrical Specification: 

 Revise Hand Dryer to ‘TO-HDR101 with drip tray’ 
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DRAWINGS 

Replace: 450-2017_Drawing_A1_1-R0 with 450-2017_Drawing_A1_1-R1 

Replace: 450-2017_Drawing_A5_1-R0 with 450-2017_Drawing_A5_1-R1 

Replace:  450-2017_Drawing_A5_2-R0 with 450-2017_Drawing_A5_2-R1 

Replace:  450-2017_Drawing_A5_4-R0 with 450-2017_Drawing_A5_4-R1 

Replace:  450-2017_Drawing_M3_0-R0 with 450-2017_Drawing_M3_0-R1 

Add: 450-2017_Drawing_M3_1-R1 

Replace:  450-2017_Drawing_A6_0-R0 with 450-2017_Drawing_A6_0-R1 

Replace:  450-2017_Drawing_S1_1-R0 with 450-2017_Drawing_S1_1-R1 

Replace:  450-2017_Drawing_S2_3-R0 with 450-2017_Drawing_S2_3-R1 

 

APPENDIX 

Add: Appendix B  Existing Drawings for Building To be Demolished. 

 

 


