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PART B – BIDDING PROCEDURES 
 

Add:  B3.2.1 Individuals will only be permitted to enter the wetwell if they are certified for confined 
space entry and provide their own fall-arrest harness and davit arm.  Use of the City’s 
fall-arrest equipment is not permitted.  Individuals are also responsible for providing their 
own portable gas-detection equipment. 

 

PART E – SPECIFICATIONS 
 
Revise E1.3 to read: The following are applicable to the Work: 

Appendices  
Appendix A Metro Route 20 Underpass Pumping Station – Functional Requirements Specification 
Appendix B Metro Route 20 Underpass Pumping Station – I/O List – PLC-U81 
Appendix C Sewage Treatment Plant Tag Naming Standard 
Appendix D Metro Route 20 Underpass Pumping Station – Lamacoid Schedule 
Appendix E Metro Route 90 Underpass Pumping Station – Pump Photos 
Appendix F Metro Route 20 Underpass Pumping Station – Pump Photos 

  

APPENDICES 

Add: Appendix_F 475-2018_Addendum_2-Appendix_F 
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UPGRADES TO THE METRO ROUTE 20 AND METRO ROUTE 90 
UNDERPASS PUMPING STATIONS  

 ISSUED: May 29, 2018 
BY:  Brian Cleven 

URGENT 
PLEASE FORWARD THIS DOCUMENT TO 
WHOEVER IS IN POSSESSION OF THE BID 
OPPORTUNITY 
 

TELEPHONE NO.  (204) 786-8080 
 
THIS ADDENDUM SHALL BE INCORPORATED 
INTO THE BID OPPORTUNITY AND SHALL 
FORM A PART OF THE CONTRACT 
DOCUMENTS 
Template Version: A20070419 

 

 
Please note the following and attached changes, corrections, additions, deletions, information and/or instructions 
in connection with the Bid Opportunity, and be governed accordingly.  Failure to acknowledge receipt of this 
Addendum in Paragraph 10 of Form A: Bid may render your Bid non-responsive. 

 

  


