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C-PORT RECYCLED RUBBER
SUPPORT TYPICAL

EXISTING ELECTRICAL DISCONNECT

EXISTING REFRIG. PIPING AND ELECTRICAL
CONDUIT IS SCHEMATIC ONLY, SITE DIMENSION
EXISTING QUANTITIES AND LOCATIONS

PANAM POOL 
25 Poseiden Bay 
Winnipeg, Mb.
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3"x3"x1/4" ANGLE WELDED
BETWEEN CHANNELS

6" LONG GALVANIZED
3"x3"x1/4" CLEATS
LAGGED BOLTED TO 
EXISTING CURBS. PROVIDE
MASTIC BETWEEN THE CURBS
FLASHING AND THE U/S OF
THE GALVANIZED ANGLE
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4" STL. CHANNEL

3"x3"x1/4" ANGLES BOLTED
BETWEEN CHANNELS TO
FRAME OUT AROUND MECHANICAL
AND ELECTRICAL LINES
SITE CONFIRM QUANTITIES AND 
LOCATIONS
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STRUCTURAL STEEL FRAMING PLAN
SCALE: 3/8" = 1'-0"
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4" STL. CHANNEL 3"x3"x1/4" ANGLE WELDED
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