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.04 Repair membrane fractures, 

approximately 400 lin. Ft.
Caulk chimney flashing and storm 
collars
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.06 Minor repairs to exposed expansion 
joint membranes and perimeter striping

Check flashings and re-secure 
as required

.07

.08

.09
Check drains to be clear
Fill pitch boxes
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