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SUPPLY: 240V 1@ 3W NAME PLATE: LOCATION: MAIN ELECTRICAL ROOM
MAINS AMPACITY: 125 MOUNTING: B SURFACE [ FLUSH
INCOMING: B BREAKER [ LUGS MANUFACTURER:
NOTE 6 MAIN BREAKER REQUIRED: M YES [ NO PANEL ~ PNL=F73 "’ MODEL NO:
3 mm THK GALVANIZED ¢ LAMACOID (NOTE 1) MAIN BREAKER AMPS: 100 BREAKER: [0 PLUG—IN B BOLT—ON
STEEL PLATE C/W BUS MATERIAL: B COPPER [ ALUMINUM SPD: 0 YES B NO
NEOPRENE GASKET BUS AND BREAKER RATING: 35kA SERVICE ENTRANCE RATED: O YES NO
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ASSEMBLY HOT DIP 10 mm PLATE
GALVANIZED AFTER d A
FABRICAT!ON_-—/ | TYPE VOLTAGE LAMPS APPROVED MANUFACTURERS
n MINIMUM SLACK AFTER 42W
TRANSDUCER IS IN FINAL A | CHAIN SUSPENDED LED INDUSTRIAL LUMINAIRE c/w DIFFUSER 120V LED LITHONIA LIGHTING: ZL2N L48 3000LM MDD MVOLT 40K 8OCRI SKGY
LOCATION. 4000°K
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SF—F63 CONTROL SCHEMATIC

NOTES:

APPROVED EQUIVALENT.

MS—F63’s ENCLOSURE.

MOTORIZED DAMPERS.

1. LAMACOID LABEL. LABEL SHOWS THE FINAL CABLE DIMENSION
BETWEEN THE BLIND FLANGE AND THE TRANSDUCER. LAMACOID
PERMANENTLY FASTENED TO THE BLIND FLANGE.

2. PROVIDE VERIS HAWKEYE 300 CURRENT SENSING RELAY OR

3. CONTACT $q IS AN OCCUPANCY SENSOR CONTACT. CONTACT Tb

IS A N/O THERMOSTAT CONTACT. REFER TO DRAWING
1-115F—E0004-001 (A—-E03) FOR DEVICE LOCATIONS & DETAILS.

4. HAND-OFF—AUTO SWITCH TO BE MOUNTED ON THE FRONT OF

5. SUPPLY RELAY WITH 120VAC COIL, 1 N/O CONTACT FOR

6. WET WELL AREA IS CONSIDERED CLASS1, DIV. 2 ZONE.
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