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Note: Coordinate exact locations of all occupancy 
sensors with Contract Administrator
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Reflected Ceiling Plan
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& Framing Plan

1/2" plywood
LED light fixture. See Electrical.

2x4 ceiling joists

6"
GWB

1/2"

D-200 Bailey trim
@ both edges, typ.

reveal

Paint u/s of exposed 2x4

Note alignment

Section Through Reveal
2" = 1'-0"
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Section Trough Trough
2" = 1'-0"

3
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2. 15.04.10 Issued for 66% Review
1. 15.03.10 Issued for Coord

3. 15.05.08 Issued for Construction

Painted metal 
trough liner

White mechanical 
grille. Edge of 
grille to be flush 
with edge of light 
fixture, typ. 

1"W blocking at 
duct

Finished ply to 
extend over 
flange of mtl 
trough liner.

5"

1/2" Plywood

6 
1/

2"

Recessed strip light. Refer 
to Electrical.

Existing container 
ceiling

Typical Section Detail @ Lighting Trough
1-1/2" = 1'-0"

4
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1'-2"

6" 8"

Concealed portion Exposed portion

Concealed portion to be welded to concealed side of
corten steel panel siding at locations indicated

*Sign to be fabricated out of 11 gauge corten steel
 

*CAD cutting file for each sign to be provided by
Contract Administrator

SG-1 Family Washroom Sign

SG-2 Women's Washroom Sign

SG-3 Men's Washroom Sign

1'
-6

"
Steel Sign (SG) Elevations
2" = 1'-0"
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Note: Refer to 5/A-07, 6/A-07 and 2/A-08 details 
for typical reveals where ceiling meets adjacent 
walls
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