
 

 

Appendix C 
 

Pipeline External Inspection Drawing 



Site 6 - Munroe-Polson Siphon
300 mm Pipe Defect Investigation

Notes:
.1 Expose existing 300 mm siphon 
(Estimated Length = 3 m)
.2 Remove pipe coating for wall 
thickness measurements
.3 Assist in wall thickness 
measurements (completed by others)
.4 Install welded steel patch (if req'd)
.5 Apply a petrotatum tape coating to 
the exposed pipe
.6 Backfill and restore site
.7 Place sod and complete planting 
as per specifications
.8 Work to be completed during 
winter construction season

Approx.
31.48 m

INV 223.39

Water level 222.02 m 
(Kildonan Bridge)
November 20, 2013

Approximate 
INV 221.30

INV 222.38


