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NOTES:

1. ALL EXISTING UNDERGROUND PIPING FROM
THE DEBRIS CHAMBER TO THE BUILDING IS TO
BE ABANDONED IN PLACE.

2. ALL HDPE PIPING AND FITTINGS TO BE DR 17

3. ALL PVC PIPING AND FITINGS TO BE SCH 40
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