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CITY OF WINNIPEG TO SUPPLY EQUIPMENT CONTRACTOR TO INSTALL.

1. PROVIDE INSULATION/ VAPOUR PROTECTION FOR MIN. 3.0m BEFORE AN
EXTERIOR WALL PENETRATION.

2. DIRECT 13mm DRAIN DISCHARGE PIPING TO THE NEAREST FLOOR DRAIN.
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