GENERAL NOTES:

1. REFER TO DWG. ECTR-R001 001 FOR GENERAL NOTES.

SPECIFIC _NOTES:

PROVIDE FIRE RATED ASSEMBLY AND SEAL ALL CABLES
PENETRATING THE WALL / FLOOR TO SEPARATE THE AREAS.
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CONTINUED ON DWG. ECTR—-R002 003
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PARTIAL BASEMENT PLAN
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