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Certificate of Authorization

CH2M HILL Canada Ltd.

WATER AND WASTE DEPARTMENT

THE CITY OF WINNIPEG

ISSUED FOR CONSTRUCTION

No. 1441

T. TURZAK

2016/01/29
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CLARIFIER 5

SECONDARY

10000 500 20001500 2500
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U-S663

TK-S663

FDR-S665

HE-S663

BOD 229.65

700-SA

BOD 229.70

650X650-SA

BOD 229.75

650X650-SA

BOD 229.85

350-SA

BOD 227.85

700-SA

BOD 229.78
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BOD 229.85

350-SA

UP 

650X650-SA
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BOD 227.3
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300-RA
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TYP OF 2

BOD 230.2 

900X450-OA

TYP OF 2

450X1550-OA

BASEMENT PLAN - PART A

AIR PLENUM

TYP OF 4

(FLUE STACK)

150-EA

TYP OF 2

(COMBUSTION AIR)

400X600-SA

BOG 229.78
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400X400-TG

UH-S635

STAIR 1
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B
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FD-S640-1

FD-S640-2

FD-S630-1

FD-S650-3
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650-SA

142 L/s
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250X250
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SR-S650-2

450X300
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447 L/s
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400X600

532 L/s

SR-S650-1

450X300 

532 L/s
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750X300
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SOUTH END WATER POLLUTION CONTROL CENTRE

SEWPCC UPGRADING/EXPANSION PROJECT
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UH-S636

GALLERY 3A

HTR-S626

HTR-S624

AREA A

LOADING

(FEED IN)

100-FSW-SS01

(FEED IN)

PROCESS FSW

CONNECTED TO

(FEED OUT)

DROP BOX

EFFLUENT CHANNEL

FSW DRAINED INTO

CL EL 229.63

100-FSW-SS01

CL EL 229.42

100-GR-CS01

100-GS-CS01

CL EL 229.42

100-GR-CS01

100-GS-CS01

CL EL 229.42

75-GR-CS01

75-GS-CS01

CL EL 229.00

(FEED OUT)

100-FSW-SS01

CL EL 229.42

(FEED IN)

100-FSW-SS01

2016/01/29

ISSUED FOR TENDER - B.O. 899-2015

CL EL 229.80

38-NG-CS21

CL EL 229.80

38-NG-CS21

FROM THE ROOF

50-NG-CS21

2380-427

TYP

2210-901

2333-809

TYP

2337-809

TYP

2305-107

TYP

TYP

2331-112

TYP

2331-102

TYP

2210-801

2210-104

1. REFER TO DUCT SCHEDULE FOR MATERIAL
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