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Certificate of Authorization

CH2M HILL Canada Ltd.

WATER AND WASTE DEPARTMENT

THE CITY OF WINNIPEG

ISSUED FOR CONSTRUCTION

No. 1441

T. TURZAK

2016/01/29
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Es

ROOM

ELECTRICAL

EXISTING WALKWAY

EF-S631 EF-S632

D. LE

HVAC - GROUND FLOOR PLAN - PART B

MECHANICAL

EF-S651

MXV-6511

LABORATORY

UH-S645

ACU-S646

BOD 236.75

650-EA

BOD 236.7

850X850-EA

BOD 236.6

250-EABOD 237.25

400-EA

BOD 237.3

94 L/s

200-SA

GROUND FOOR PLAN - PART B

HTR-S646

A. BERSHTEIN H.T. FREIHAMMER

T. TRAN

SECONDARY CLARIFIERS 4 AND 5

ACU-S641

ACU-S642

ACU-S643

ACU-S644

CU-S641

CU-S642

CU-S643

CU-S644

STAIR 2

FROM BELOW

SHAFT

400X400-RA 

FROM BELOW

SHAFT

400X400-SA

FD-S640-3

FD-S640-4

FD-S640-5

766 L/s 

ER-S651-1

500X500

283 L/s

RR-S640-1

350X350

236 L/s

SR-S640-2

300X300

236 L/s

SR-S640-1

300X300

WALKWAY A

HTR-S638

EF-S646

CANOPY)

(FROM FUME

BOD 236.6

250-EA

2016/01/29

ISSUED FOR TENDER - B.O. 899-2015

BOD 236.3

94 L/s

200-SA

2337-809

TYP

TYP

2331-102

TYP

2331-904

TYP

2333-808

TYP

2334-300

TYP

2380-427

TYP

2305-107

640 L/s

SR-ACU-S641

1350X200

640 L/s

SR-ACU-S641

1350X200

640 L/s

SR-ACU-S641

1350X200

640 L/s

SR-ACU-S641

1350X200

BOD 237.3

300-EA

1. REFER TO DUCT SCHEDULE FOR MATERIAL
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