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MECHANICAL

T. TRAN

A. BERSHTEIN H.T. FREIHAMMER

1-0102-MGAD-S612.dgn

BsCsDsEsGs

SECONDARY CLARIFIERS 4 AND 5

HVAC - SECTION B

FDR-S665

TK-S633
HE-S633

OA PLENUM

DRAWINGS

SEE ARCHITECTURAL

FOR PENTHOUSE DETAILS 

AHU-S630

INTAKE)

(COMBUSTION AIR

400X600-OA

900X450-OA

TYP OF 4

(FLUE EXHAUST)

150-EA

350-SA

400-SA

700-SA

532 L/s

SR-S650-2

450X300
UH-S635

WALKWAY A

ML CHANNEL

GALLERY 3A

MECHNICAL ROOM

HTR-S626

HTR-S627

STAIR 1

THE ROOF

ON TOP OF 

CL EL 238.82

75-NG-CS21

CL EL 229.63
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(FEED IN)

PROCESS FSW
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CL EL 238.82

12-NG-CS21

UH-S655

INTAKE FOR 

COMBUSTION AIR 

FROM UH-S655

FLUE EXHAUST 

2016/01/29

ISSUED FOR TENDER - B.O. 899-2015

CL EL 229.80
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(SEE ARCHITECTURAL DRAWINGS FOR FLASHING DETAILS) 

(SEE STRUCTURAL DRAWINGS FOR CURB DETAILS) 

THROUGH CONCRETE ROOF CURB 

50-NG-CS21 DOWN TO MECHANICAL ROOM

1. REFER TO DUCT SCHEDULE FOR MATERIAL
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