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E. LUIA. THAKKAR

SECONDARY CLARIFIERS 4 AND 5

SECTIONS U AND V

STRUCTURAL
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EL 226.537
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EL 231.837

LPT

EL 233.477

EL 232.487

EL 233.180

SGAD-S015

TANK

SCUM

2016/01/29

ISSUED FOR TENDER - B.O. 899-2015

, TYP

0330-820

0330-016

, TYP

0330-820

0330-016

TYP

VOID FORM,

200mm THICK

TYP

VOID FORM,

200mm THICK

PIPE ENCASEMENT

N

SGAD-S030

SEE

FOR REINF

N

SGAD-S030

SEE

FOR REINF

M

SGAD-S030

4

SDTL-S001

1000

TYP

SEE

FOR REINF

B

SGAD-S020

PIPE ENCASEMENT

AND CURB, TYP

BETWEEN WALL

CONT CORK

SEE NOTE 1

GENERAL NOTES:

0315-232

SLAB EXP JT

1000 600

9001000

9
0
0

1000 1000

1000

TYP

TYPTYP

1000

TYP

0330-001

EW, EF

15M@250

EW, EF

15M@250

SEE NOTE 1

TYP

MATCHING DWLS,

VERT, EF W/

20M@250

TYP

HORIZ, EF,

15M@200HORIZ, EF

15M@200

MATCHING DWLS

VERT, EF W/

20M@250

DWLS

20M@250

HORIZ, EF

15M@200

MATCHING DWLS

VERT, EF W/

20M@250

DWLS

20M@250

WATERPROOFING

CAPILLARY

     IS COMPLETED.

3.   CLOSE OFF THE AREA WITH CMU WALL AFTER ELECTRICAL WORK 

COMPACTED TO 98% SPMDD.

OF THE VOID FORM, FILL THE AREA WITH CLASS A BACKFILL

WHERE THE EXCAVATION LINE IS LOCATED BELOW THE UNDERSIDE2.

1300mm ALL AROUND.

EXTEND UP AND DOWN FROM WALL/SLAB/CURB INTERSECTIONS

ENTIRE FOOTPRINT.  TAPE ALL SEAMS.  

PROVIDE 60 MIL PVC SHEET ON TOP OF GEOFOAM OVER

OVER ENTIRE ROOF SLAB UNLESS NOTED OTHERWISE.

300mm EARTH COVER ON TOP OF GEOFOAM.  TYPICAL

300mm THICK GEOFOAM ON TOP OF SLAB WITH MAXIMUM1.

SEE NOTE 3

SEE NOTE 3

BOX

ELECTRICAL TRENCH

PRECAST CONCRETE 

SEE SIM

FOR REINF
EW, EF, TYP

15M@200
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