
SECTION

2

-

TYPICAL TEMPERATURE

SENSOR INSTALLATION

NTS

100 INSULATED METAL PANEL

50 FOIL-FACED POLYISOCYANURATE

INSULATION BOARD

COMPRESSIBLE MINERAL FIBRE

HSS STEEL SLEEPERS (GALV.)

EPDM BONDED MEMBRANE

EXISTING/NEW HOLLOWCORE ROOF SLABS

TOP OF HOLLOWCORE

ELEV. VARIES

50 Ø HOLE CORED INTO EXISTING HOLLOWCORE SLAB.

PENETRATION TO BE LOCATED AT THE HOLLOWCORE

GROUT KEY NOT OCCUPIED BY HSS STEEL SLEEPERS.

FILL ANNULAR SPACE COMPLETELY WITH SILICON SEALANT

PVC ELECTRICAL CONDUIT (CLIPPED TO NEW

METAL INSULATED PANELS ALONG FULL LENGHT)

TRIM BACK INSULATION AS REQUIRED FOR

INSTALLATION. FILL VOID WITH COMPRESSIBLE

MINERAL FIBRE AFTER SENSORS AND

FITTINGS HAVE BEEN INSTALLED

COMPRESSION FITTING (TYP.)

EPOXY BED FOR SENSOR

(MAX. 2 mm THICK TYP.)

CONFIRM INSTALLATION

METHOD (REFER TO GENERAL

NOTES ON SHEET 46)

SENSOR LEAD WIRES (TYP.)

SAMPLE DETAIL ONLY

REFER TO NOTES

EXPANSION

JOINT

DRILL CORE INTO INSULATED

METAL PANEL.  FILL ANNULAR

SPACE WITH SILICONE SEALANT

NOTES:

1. ALL PVC CONDUIT TO BE 19 Ø TYPICAL UNLESS NOTED OTHERWISE

(CONTRACTOR TO CONFIRM SIZE)

2. INSTALLATION DETAIL SHALL PROVIDE FOR DIFFERENTIAL MOVEMENT BETWEEN

HOLLOWCORE ROOF SLAB AND INSULATION METAL PANELS

3. NEW SENSORS ARE TO BE LOCATED AT SAME LOCATION ON HOLLOWCORE ROOF

SLAB (ONE ON UPPER SURFACE AND ONE AT UNDERSIDE SURFACE)

4. USE OF COILED SECTION OF FLEXIBLE PVC CONDUIT MAY BE SUBSTITUTED FOR

EXPANSION JOINTS

5. ALL CORING OF CONDUITS AND INSTALLATION OF INSULATED METAL PANELS

SHALL BE WATERTIGHT.

PVC TYPE LB ACCESS FITTING (TYP.)

OFFSET AS REQUIRED

PVC ELECTRICAL CONDUIT (CLIPPED TO NEW

METAL INSULATED PANELS ALONG FULL LENGHT)

EXPANSION JOINT

OFFSET AS REQUIRED

DRILL CORE INTO INSULATED METAL PANEL.  FILL

ANNULAR SPACE WITH SILICONE SEALANT

OFFSET AS

REQUIRED

C

OF

TEMPERATURE

SENSORS

L

CUSTOM

RADIUS ELBOW

EXPANSION

JOINT

TEMPERATURE

SENSOR AS

SPECIFIED (TYP.)

CUSTOM

RADIUS ELBOW

EXPANSION

JOINT

CAULK ALL AROUND

WATERPROOF SEAL

CAULK ALL AROUND

WATERPROOF SEAL

9

DETAIL

1

46

TEMPERATURE

MONITORING LOCATION

1:20

LINE OF RIDGE CAP

INSTALL TEMPERATURE

SENSORS, REFER TO

SECTION 2 DETAIL, THIS

SHEET (TYP.)

1000 1000

PROVIDE SEPARATE

CONDUIT RUN FOR EACH

MONITOR LOCATION (TYP)

No. 1789

Certificate  of  Authorization

Date:

ENGINEER'S SEAL

METRIC

WHOLE NUMBERS INDICATE MILLIMETRES

DECIMALIZED NUMBERS INDICATE METRES
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