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STAIR ACCESS GENERAL NOTES:

1. THE EXISTING DETAILS AND DIMENSIONS SHOWN ON ALL DRAWINGS ARE TAKEN

FROM ORIGINAL CONTRACT DOCUMENTS AT TIME OF CONSTRUCTION. ACTUAL

CONDITIONS MAY VARY.

2. CONTRACTOR IS RESPONSIBLE FOR VERIFYING EXISTING CONDITIONS BEFORE

COMMENCING WITH SHOP DRAWING PRODUCTION AND THE WORK.

3. LAPEYRE STAIR SUPPLIERS SHALL ENSURE ALL MANUFACTURED DIMENSIONS

WILL SATISFY THE INTENT OF THE DRAWINGS.

4. ALL MISCELLANEOUS METAL TO BE STAINLESS STEEL GRADE 316L UNLESS

NOTED OTHERWISE.

5. ALL CONNECTIONS TO BE 16M A325 STAINLESS STEEL BOLTS WITH WASHERS

E.F. UNLESS NOTED OTHERWISE.
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