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REFLECTED CEILING PLAN LEGEND:
REFER TO ELEC FOR ALL FIXTURE TYPES

RECESSED POT LIGHT

SUSPENDED FIXTURE

PENDANT POOL FIXTURE

RECESSED FIXTURE

WALL-MOUNTED FIXTURE

NIC

EXPOSED METAL DECK (SEE SPEC)

WOOD CEIILING

LINEAR METAL CEILING

GWB CEILING

ACOUSTIC CEILING TILE

HVAC GRILLE (REFER TO MECH)
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MEZZANINE FLOOR PLAN
1:1002

REFLECTED CEILING PLAN KEYNOTES:

1. RE-LOCATE ALL EXISTING ALARMS, ELECTRICAL FROM WALL TO U/S OF CEILING.
2. EXIST SOFFIT & TRIM TO BE MODIFIED TO SUIT NEW EXTERIOR WALL, REFER TO DETAILS.
3. REMOVE & RE-INSTALL EXISTING WOOD CEILING B/W G/L 10 & 15 W/ EXIST 1X4 CEDAR BOARDS TO 

MATCH EXISTING INSTALLATION.
4. MATCH ORIENTATION & SPACING OF LINEAR METAL CEILING WITH WOOD CEILING IN VESTIBULE.
5. EXISTING LIGHTING TO REMAIN, REFER TO ELEC.

REFLECTED CEILING PLAN GENERAL NOTES:

1. U/S OF EXIST HOLLOWCORE IN CORR. 118, FEMALE CHANGE 115, F W/C 114, MALE CHANGE 117, M 
W/C 116, SHWR 111 TO BE PAINTED W/ EPOXY PAINT.

2. PROTECT ALL EXIST WOOD FINISHES DURING CONSTRUCTION. ONCE ALL DEBRIS AND DUST IS 
REMOVED, CLEAN ALL WOOD SURFACES

MEZZANINE FLOOR PLAN KEYNOTES:

1. NEW CMU WALL TO EXTEND TO MEET MULLION IN EXIST GLAZING, MAKE GOOD
2. GWB BULKHEAD, REFER TO SECTION DETAILS.
3. PAINT EXIST, WALLS & RAILINGS
4. EXIST WOOD FINISH TO REMAIN
5. LOCATION OF TV MONITOR (NIC). PROVIDE ROUGH-IN.
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