
LIGHTING SCHEDULE BID OPPORTUNITY 15‐2016
RIVER EAST ARENA, 1410 ROTHESAY AR‐11

WP Ice Rink Ice Rink Surface Exit

fixture model
MH

LSVA
LHBX 

High Bay
RAB 

CLB2‐40 
RAB 
DWL

Lumacell 
LS

size 1x2 2L 1x4 2L 1x8 2L 1x4 2L 2X4 4L MH 24" 48" 48" 1x4 2x4 2x4 2x2 1x4 2x4 48" 24" pendant pendant

colour 35K 35K 35K 35K 35K 35K 35K 35K 35K 40K

lumens 037L 037L 042L 040L 040L 074L 050L 040L 040L 3273L 2800L

MAIN FLOOR
Main Entrance & Ticket Booth 2 Y 3
Lobby 11 Y Y 13
Canteen & Storage 3 Y Y 3
Office 2 2
Conference Room 12 Y 9
Womens WC 1 1 Y 4
Mens WC 1 1 Y 3
Janitor 1 1
Stairwell ‐ West 5 5 at top of stair, reloc fixture to ceiling
Stairwell ‐ East 1 4 1 4 at top of stair, reloc fixture to ceiling

2nd FLOOR
Storage Alcove 1 1
MultiPurpose Room 1 12 2 Y 2 15
Storage Room 1 1
Womens WC 2 Y 3
Mens WC 2 Y 2
Kitchen 4 4
Kitchen Storage 1 2

BASEMENT
Storage (under East stairs) 1 1
HWT Room 4 4
Referee Room 1 1 1 1 3
Dressing Rm 4/1, WC, Shower 1 2 1 1 8 4 wood bulkhead
Dressing Rm 2/3, WC, Shower 2 2 1 8 4 no bulkhead in dressing room
Hall East 1 1 2
Hall Center 5 10
Hall West 2 2
Plant Room 3 Y 4
Boiler Room 2 Y 2

ICE SHED
Wall‐mounted 5 5
Over Ice Surface 48 4 48 4
Pro Shop 2 1
Zamboni Room 4 5 relocate light switch, use lighted switch

Totals 1 70 12 8 12 48 15 12 2 42 13 5 12 15 13 15 5 14 1 48 4 5 13

T12 T8
Single‐
Lamp 
Incan.

LRTG LSTGLTRB Beghelli BS100

Mechanical RoomsVandal Resistant Recessed Surface
Supply & Install

new T‐Bar 
grid & tile 
req'd?

Chain 
Hung

Exit 
Fixtures


