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SHORT  & LONG MEASUREMENT CORPORATION LOCATION REMARKS

758  SELKIRK AV 25 25 9.4 E LST HYD EEL ARLINGTON 1.2 E OF S/C

CU CU 3.0 E WLL

754  SELKIRK AV 12 12 58.8 WWL OF PARR 0.6 E OF S/C RENEW TO PROPERTY

LEAD LEAD 1.8 WEL OF HOUSE

752  SELKIRK AV 20 20 50.3 WWL PARR 0.3 W OF CS

CU CU 1.0 W/EBL

750  SELKIRK AV 20 12 41.8 WWL PARR 0.3 E OF S/C

CU LEAD 0.6 EEL OF HOUSE

749  SELKIRK AV 20 12 52.7 WWL OF PARR 0.9 W OF S/C

CU LEAD 2.3 EEL BLDG

747  SELKIRK AV 20 20 41.5 WWL OF PARR OPP S/C RENEW TO PROPERTY

LEAD CU 0.6 EEL OF E DOOR

746  SELKIRK AV 20 12 40.8 WWL OF PARR 0.3 W OF S/C

CU LEAD 0.3 EWL OF HOUSE

741  SELKIRK AV 12 12 27.7 WWL OF PARR OPP S/C RENEW TO PROPERTY

LEAD LEAD 3.8 WEL OF HOUSE

740  SELKIRK AV 38 - 12.8 WWL PARR

CU - 11.6 WEL BLDG

739  SELKIRK AV 20 20 19.2 WWL OF PARR 0.3 W OF S/C

CU CU 1.4 WEL HOUSE

737  SELKIRK AV 12 12 10.4 WWL OF PARR 0.9 W OF S/C RENEW TO PROPERTY

LEAD LEAD 0.3 WEL OF DOOR

735  SELKIRK AV 20 12 1.1 WWL OF PARR 0.5 W OF S/C

CU LEAD 1.1 WEL OF BUILDING

724  SELKIRK AV 20 20 4.3 EEL OF PARR OPP S/C

CU CU 2.2 EWL OF BLDG

723  SELKIRK AV 12 12 5.8 EEL OF PARR 0.6 E S/C RENEW TO PROPERTY

LEAD LEAD 1.2 EEL OF HOUSE

719  SELKIRK AV 12 20 8.5 EEL OF PARR 0.6 W S/C RENEW TO PROPERTY

LEAD CU 0.9 EWL BLDG

717  SELKIRK AV 12 12 20.4 EEL OF PARR OPP S/C RENEW TO PROPERTY

LEAD LEAD 1.2 WEL OF HOUSE

IF  POWER EQUIPMENT OR EXPLOSIVES

ARE TO BE USED FOR EXCAVATION ON

THIS PROJECT THE CONTRACTOR  MUST:

1) NOTIFY THE GAS COMPANY OF THE

PROPOSED LOCATION OF EXCAVATION.

2) TAKE PRECAUTION TO AVOID DAMAGE

TO GAS COMPANY INSTALLATIONS.

SEE PROVINCIAL REGULATION 210/72 FOR DETAILS

Certificate of Authorization

AECOM Canada Ltd.

No. 4671       Date:_____________


