
 ADDRESS

SIZE (mm)

MATERIAL

(STREET)

SIZE (mm)

MATERIAL

(PROP.)

SHORT  & LONG MEASUREMENT CORPORATION LOCATION REMARKS

715  SELKIRK AV 12 12 OPP S/C RENEW TO PROPERTY

LEAD LEAD 6.4 W/E LL OF #713

714  SELKIRK AV 38 38 48.5 EEL OF PARR 1.2 W OF S/C

CU CU 1.2 WEL BLDG

713  SELKIRK AV 12 12 OPP S/C RENEW TO PROPERTY

LEAD LEAD 2.2 W/W BLDG

712  SELKIRK AV 20 20 55.3 EEL OF PARR OPP S/C REVERSE TAP

CU CU OPP EL OF HOUSE

711  SELKIRK AV 12 12 45.7 EEL OF PARR 1.5 W OF S/C RENEW TO PROPERTY

LEAD LEAD 3.4 EWL OF HOUSE

709  SELKIRK AV 16 12 56.1 EEL OF PARR 4.6 E OF S/C RENEW TO PROPERTY

LEAD LEAD CENTRE BET. HOUSES

708  SELKIRK AV 20 12 70.7 EEL OF PARR OPP S/C

CU CU 2.1 WEL OF HOUSE

707  SELKIRK AV 20 20 60.4 EEL PARR 0.3 W OF S/C

CU CU 1.2 EWL OF HOUSE

706  SELKIRK AV 16 12 70.7 EEL OF PARR OPP S/C

LEAD CU 2.1 WEL OF HOUSE

705  SELKIRK AV 12 12 36.0 W 1ST HYD W MCKENZIE 0.5 E OF S/C RENEW TO PROPERTY

LEAD LEAD 1.5 EEL OF HOUSE

702  SELKIRK AV 12 12 96.0 WWL MCKENZIE ST 0.9 W CS BRANCH WITH 700

LEAD LEAD 1.8 WEL OF HOUSE RENEW TO PROPERTY

701  SELKIRK AV 20 12 80.2 EEL OF PARR 1.2 E OF S/C

CU LEAD 1.5 WEL OF HOUSE

700  SELKIRK AV 12 12 96.0 WWL MCKENZIE ST 0.9 W CS BRANCH WITH 702

LEAD LEAD 1.8 WEL OF HOUSE RENEW TO PROPERTY

699  SELKIRK AV 12 12 86.3 EEL OF PARR OPP S/C RENEW TO PROPERTY

LEAD LEAD OPP CENTRE FRONT DOOR

698  SELKIRK AV 20 20 85.3 WWL MCKENZIE 1.1 W OF S/C REVERSE TAP

CU CU 0.6 WEL OF BLDG

696  SELKIRK AV 20 20 77.1 WWL MCKENZIE ST 0.6 W OF S/C

CU CU 0.7 WEL OF HOUSE

695  SELKIRK AV 12 20 0.0 ALONG E LL 0.9 E OF S/C RENEW TO PROPERTY

LEAD CU 0.5 E/S BL

693  SELKIRK AV 12 20 81.1 WWL OF MCKENZIE OPP S/C RENEW TO PROPERTY

LEAD CU 2.3 EWL OF HOUSE

691  SELKIRK AV 20 12 1.1 W/EPL 1.1 E CS PREVIOUSLY FROZEN

CU LEAD 0.0 E/EBL RENEW TO PROPERTY

689  SELKIRK AV 12 12 62.2 WWL OF MCKENZIE 1.5 E OF S/C RENEW TO PROPERTY

LEAD LEAD 2.7 WEL OF HOUSE

688  SELKIRK AV 12 - WWL OF MCKENZIE RENEW TO PROPERTY

LEAD - 1.2 WEL OF HOUSE

687  SELKIRK AV 12 20 50.3 WWL OF MCKENZIE OPP S/C RENEW TO PROPERTY

LEAD CU 1.2 EEL OF HOUSE

IF  POWER EQUIPMENT OR EXPLOSIVES

ARE TO BE USED FOR EXCAVATION ON

THIS PROJECT THE CONTRACTOR  MUST:

1) NOTIFY THE GAS COMPANY OF THE

PROPOSED LOCATION OF EXCAVATION.

2) TAKE PRECAUTION TO AVOID DAMAGE

TO GAS COMPANY INSTALLATIONS.

SEE PROVINCIAL REGULATION 210/72 FOR DETAILS

Certificate of Authorization

AECOM Canada Ltd.

No. 4671       Date:_____________


