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STAIR 1

ROOM
MECHANICAL 

VESTIBULE

RISE UP ALONG WALL

100-VTA-CI01

DOWN FROM ABOVE

150-RW-CI01

FD-1FD-1FD-1

FD-1 FD-1 FD-1

CO-1

GRIT BUILDING

FD-1

FD-1

TYP

INV EL 231.787

TYP

INV EL 231.805

100-D-CI01 

1% SLOPE

1% SLOPE

EL 232.537
1% SLOPE 1% SLOPE

INV EL 230.208

DOWN FROM ABOVE

150-RW-CI01

SEE CIVIL DWG.

FOR CONTINUATION

150-RW-CI01

DOOR ENTRANCE

OFFSET TO AVOID 

150-RW-CI01

DOWN THRU

25-PW-CU01

25-NPW-CU01

SINKS AND WC

TO WATER TANK,

25-PW-CU01

FIELD RUN CL EL 235.755

ENCASED IN CONCRETE 

75-SPD-SS01CL EL 235.605

75-SPD-SS01

NML

1

2

3

FCO-1

HV-1

HV-1

TYP OF 2

DOWN TO HV-1

20-NPW-CU01

AND FDR-G675)

TANK (FDR-C664

TO GLYCOL FEED

20-NPW-CU01

FIELD RUN 
UP

25-NPW-CU01

100-VTA-CI01 UP

CL EL 236.350

100-VTA-CI01

TYP OF 2

PIPE OFFSET

INV EL 230.090

DOWN

100-D-CI01 

FLOOR ABOVE

100-D-CI01 

CO

RUNNING TRAP

INV EL 233.390

DOWN

100-D-CI01 

DOWN

75-SPD-SS01 

DOWN

100-D-CI01 

CL EL 231.790

INV EL 231.460

INV EL 231.915

SCREEN BUILDING
PUMP AND

BUILDING
SERVICE 

BAY
LOADING

LOADING AREA
SCREEN ROOM

WASHROOM

100-D-CI01

TO SINKS

20-DHW-CU01

FIELD RUN 

JANITOR'S ROOM

DISCHARGE INTO JANITOR SINK.

FROM RELIEF VALVE DOWN AND

OFF THE WALL. RUN 20-D-CU01

PROVIDE ANGLED SUPPORTS

INSTALLED AT CEILING LEVEL.

HOT WATER HEATER TK-G530

CL EL 235.737

THUR EXISTING WALL

25-PW-CU01

C/W P-TRAP

75-D-CI01

5000 1000 400030002000

TO GRADE

DISCHARGE NOZZLE ON-1

DOWN ALONG WALL

150-RW-CI01 (OVERFLOW)

TO GRADE

DISCHARGE NOZZLE ON-1

DOWN ALONG WALL

100-RW-CI01 (OVERFLOW)

CL EL 235.837

THRU EXISTING WALL

25-NPW-CU01

SEE DETAIL

PIPE C/W WATER STOP

CHANNEL WALL AND INSTALL

CORE HOLE THRU EXISTING

4027-605

FCO-1

FCO-1

FCO-1

FCO-1

FFD-1P

FD-1P

FD-1

INV EL 231.962

100-D-CI01

TRAP

RUNNING

100-D-CI01
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FOR CONTINUATION

SEE DRAWING PGAD-G006

75-SPD-SS01 UP

HV-G201A

HV-G201B
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