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P-D413

P-D414

P-D451

P-D452

P-D461

P-D462

P-D463

P-D464

P-D321

P-D322

P-D323

FE-D3051

FV-D4031

FV-D4041

HV-D321A

HV-D320C
CV-D321

HV-D321B

HV-D322B

CV-D322

HV-D323B

CV-D323
FE-D3151

(ON VERT)

(ON VERT)

HV-D320D

EXIST 300-PD

HV-D452A

HV-D461A

HV-D463A

HV-D464A

HV-D462A

HV-D451A

TYPICAL

CONNECTION

FLEXIBLE

TYP OF 4

200-FSF-SS01

FE-D4605

XV-D3149

XV-D3148

XV-D3049

CV-D411

HV-D411B

FE-D4173

FE-D4163

XV-D4171

HV-D417A

FE-D4153

XV-D4161

HV-D416A

XV-D4123

HV-D415A

XV-D4151

XV-D4113

ROOM

PUMP

RDT

ON LEFT

SEE DETAIL 1

TYP

75-FSW-PV01

200-WSF-SS01

HV-D304B

LIT-D3142

LIT-D3042

CL EL 231.450

200-FSF-SS01

CL EL 228.133

150-FSF-SS01

CL EL 230.150

200-FSW-SS01

CL EL 230.220

300-HRS-CS01

CL EL 231.224

150-WAS-SS01

ROOM

COMPRESSOR

FEED PUMP

FSL RDT

P-D411
4027-605A

TYP

HV-D301F

FEED PUMP

FSL RDT

FEED PUMP

FSL RDT

FEED PUMP 

FSL RDT

CL EL 228.700

200-FSL-SS01

ROUTE.

TO RDTS. FIELD

75-FSW-SS01 

HV-433AHV-433A

HV-434A

FE-D4305

S-D430

SKID

BOOSTER PUMPS

RDT WASH WATER

(ON VERT)

STR-D433

STR-D434

HV-434B

HV-433B

FIELD ROUTE.

TO RDT PUMP ROOM.

50-FSW-SS01

100-FSW-SS01

200-PD-SS01

TEE 300x200

INSTALL REDUCING

300-PD-SS01

COUPLING

GROOVED END

TYP BOTH ENDS

300-CS FLANGE

HV-P1092

COUPLING

GROOVED END

150-PS-CS02

AD-S539

TYPICAL

FIELD ROUTE

38-FSW-SS01

XV-D4133

PUMP
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PUMP
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PUMP
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PUMP
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PUMP
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PUMP
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250-FSW-SS01
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100-FSW-SS01

PV01
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4-25-FC-PV01

BALL VALVE TYP OF 3

SALVAGE EXISTING

PIPE, TYP

CUT AND CAP

1
PHOTO

AD-S539

RELOCATED DRYER

WIRING AND CONDUIT TO

AND CONDUIT, PROVIDE NEW

REMOVE EXISTING WIRING

TO LOCATION NOTED

TO BE RELOCATED

EXISTING AIR DRYER

AD-S538 AD-S539

HV-S539A

HV-S539C

HV-S539B

VALVES TYP OF 3

EXISTING

RE-INSTALL

A
DETAIL
1:1

BELOW

AND DETAIL A

SEE PHOTO1 LEFT

TO THIS LOCATION

DRYER RELOCATE

EXISTING AIR

POINT

FROM SUPPLY

FIELD ROUTE

75-MP-PV01

TYPICAL

150-FSL-SS01

1-0102-PGAD-C015

SEE DRAWING

FOR CONTINUATION

INJECTION POINTS

FIELD RUN TO

CHEMICAL LINES

1-0102-PGAD-T002

SEE DRAWING

FOR CONTINUATION

150-SC-SS01

1-0102-PGAD-S001

SEE DRAWING

FOR CONTINUATION

150-SC-SS01

CL EL 230.874

150-WAS-SS01

PUMP 1

RECIRC

FERMENTER

CL EL 228.733

150-WAS-SS01

CL EL 229.333

150-WAS-SS01

XV-D4041

XV-D4031

FE-D4043

FE-D4033

300-PD

EXIST.

4027-605

CL EL 230.918

100-PD-SS01
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PIPING

EXISTING

REMOVE 

CL EL 230.683

EXISTING 350-FSW

COUPLING

GROOVE END

50-IAS

EXISTING

TIE INTO

TYP

50-IAS-SS01

(ON VERT)

DESICCANT DRYER

EXISTING

DESICCANT DRYER

RELOCATED

1

100-FSW-SS01

XV-D3048

XV-D3043

HV-D450B

4027-607A

TYP

CL EL 231.890

150-WAS-SS01

CL EL 229.820

200-WSF-SS01

CL EL 231.165

CL EL 229.370

250-FSF-SS01

HV-D311F

CL EL 230.280

200-PD-SS01

CL EL 228.940

150-PS-SS01

XV-D3143

HV-D460B

HV-P576A

PGAD-D013

J

PGAD-D013

J

H

PGAD-D012

H

PGAD-D012

HV-P405A

HV-D403A

HV-D404A

CL EL 231.020

300-HRS-CS01

CL EL 228.133

200-FSF-SS01

200x150 RDCR

RDCR, TYP

200x150

300-HRC-CS01

CL EL 229.343

75-FSW-SS01

CL EL 226.772

300-PD-SS01

CL EL 230.150

150-TWAS-SS01

CL EL 230.150

150-TFS-SS01

CL EL 229.150

150-FLS-SS01

UNION

SEE DRAWING 1-0102-PGAD-K001 FOR CONTINUATION

SEE DRAWING 1-0102-PGAD-T002 FOR  CONTINUATION

EXISTING 150-PS

BLIND FLANGE

FIELD ROUTE

TO RDT ROOM, 

38-FSW-SS01

HV-S555BC
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