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SA-G512

SECTION A AND B

PG

G1026

FE-G1121

CONTRACTOR TO FIELD ROUTE SMALL DIAMETER PIPING.

PIPING (<50mm) AND THEIR VALVING ARRANGEMENT.

REFER TO P&IDs FOR DETAILS ON SMALL DIAMETER 2.

TO FIELD-ROUTE AND CONNECT TO EXISTING PIPING.

WATER PIPING AND VALVE ARRANGEMENT. CONTRACTOR 

REFER TO DRAWING PPID-G103 FOR DETAILS ON SEAL 1.

NOTES:

PUMP

RAW SEWAGE 

4027-607B

4027-605A AT THIS PIONT

CL EL 223.100

300-RS-CS01

AT THIS PIONT

CL EL 223.275

300-RS-CS01

4027-620

COUPLING, TYP

GROOVED END

P-G102

AND STEADY BEARINGS

NEW INTERMEDIATE SHAFTING

MODIFY AS RQUIRED TO SUIT

SUPPORT FOR STEADY BEARINGS,

EXISTING 250x250 HSS

100-PV-SS01

4027-605

300-RS-CS01

4027-620

B
SECTION
1:50

PGAD-G003

FE-G1121

HV-G106A

XV-G1063

XV-G1062

4027-620

4027-620

1
5
0
0

±

TO SUIT

SAMPLE REFRIGERATOR

RELOCATE EXISTING

750-RS-CS01

TYPE COUPLING

FLEXIBLE SLEEVE

DRAWINGS FOR DETAILS

REFER TO STRUCTURAL

PIPE SUPPORT

CL EL 218.790

750-RS-CS01

SUPPLIED

SIZE TO SUIT PUMP

CONCENTRIC RDCR

BY PUMP VENDOR)

BASE (TO BE DESIGNED 

REINFORCED CONCRETE PUMP 

TO SUIT PUMP SUPPLIED

RDCR ELBOW, SIZE 

1651±4001100

200

300

0330-823

EL 219.608

222.970
HWL

219.470
LWL

INTERMEDIATE SHAFTING

SUIT NEW PUMP AND 

EXISTING SHAFT GUARD TO 

MODIFY AND REINSTALL 

TYP

STEADY BEARING

DESIGNED BY PUMP VENDOR)

MOTOR BASE (TO BE

REINFORCED CONCRETE
50-FSW-SS01

TO EXISTING FSW HEADER

FIELD-ROUTE CONNECT 

1
2
0
0

SIPHON BREAK

100-PV-SS01

CL EL 234.180

300-RS-CS01

100-PV-SS01

REDUCING FLANGE

FE-G1061

SA-G512

CL EL 223.275

300-RS-CS01

EL 232.868

EL 229.515

EL 224.943

EL 216.053

EL 230.125

EL 235.880

TYPE COUPLING

FLEXIBLE SLEEVE

300-RS-CS01

ON NEW PIPE

SAMPLER. REINSTALL 

EXISTING RAW SEWAGE 

ON NEW PIPE

SAMPLER. REINSTALL 

EXISTING RAW SEWAGE 

TO SUIT

SAMPLE REFRIGERATOR

RELOCATE EXISTING

COUPLING TYP

GROOVED END

PENETRATION

TO SUIT LARGER PIPE 

PL COVER AS REQUIRED 

MODIFY EXISTING CHKD 

1%± SLOPE

CL EL 216.410±

EXISTING 100-GS

100-GRS-SS01

CL EL 234.000

300-FOA-SS01

CL EL 234.000

300-FOA-SS01

CL EL 218.790

750-RS-CS01

DRAWINGS FOR DETAILS

REFER TO STRUCTURAL

PIPE SUPPORT

INFLUENT PUMP STATION

FOR CONTINUATION 

DWG 1-0102-PGAD-G003 

REFER TO SECTION C, 

FOR CONTINUATION 

DWG 1-0102-PGAD-G003 

REFER TO SECTION C, 

STANDARD DETAILS

REFER TO STRUCTURAL

CONCRETE PIPE SUPPORT

XV-G1221

1-0102-PDTL-G001

REFER TO DETAIL 2, DWG

1050x900 SUCTION BELL

FOR CONTINUATION 

DWG 1-0102-PGAD-G003 

REFER TO SECTION C, 

DWG 1-0102-PDTL-G001

GUARD SEE DETAIL 1,

UPPER SHAFTING

FSW HEADER

TIE-IN TO EXISTING

FIELD-ROUTE AND

50-FSW-SS01

CL EL 231.125

300-RS-CS01

CL EL 234.000

300-FOA-SS01

FSW HEADER

LOCATION OF 

APPROXIMATE 

2017/04/05

     

EXISTING 900-RS

CONNECT TO

CONCENTRIC RDCR

900x750 
CONSTRUCTION

BLIND FLANGE DURING

PROVIDE TEMPORARY

COUPLING

TYPE

SLEEVE

FLEXIBLE

CL EL 217.010

900-RS-CS01

JOINT

DISMANTLING

01
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