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SECTION A

200-ALP-SS03

B-G351 B-G353

CL EL 232.285

300-ALP-SS03

200x300, TYP

RUBBER REDUCER

CONCENTRIC

XV-G2111

HV-G211E

BLOWER

GRIT

PGAD-G006

EL 229.515

EL 232.537

EL 232.867

EL 235.880

EL 238.354

XV-G2112 XV-G2113 XV-G2114

HV-G211F

HV-G213E
HV-G213G

TYPE 1, TYP

AERATION MANIFOLD,

COARSE BUBBLE 

BOD 231.750

600x600-OA-SS64

100x200, TYP

RUBBER REDUCER

CONCENTRIC

200-ALP-SS03
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SCREEN ROOM

BLOWER ROOM

BOD 231.775

550x550-OA

200x150, TYP

RUBBER REDUCER

CONCENTRIC

ELECTRICAL ROOM

CL EL 231.814

200-ALP-SS03

LOADING AREA

SCREEN ROOM

METER, TYP

PORTABLE AIR FLOW

CONNECTION FOR

4027-217

PG-G3512

TG-G3513

TSH-G3513

SCREEN BUILDING

4027-605A

TYP

1-0102-PDTL-G001

SEE DETAIL 3, DWG

AND BAFFLE, TYP

OVERFLOW WEIR

CL EL 235.591, TYP

75-ALP-SS03

BOD 231.750

600x600-OA-SS64

CL EL 238.400

150-ALP-SS03

150-FOA-SS01, TYP

200-FOA-SS01

CL EL 241.200

200-FOA-SS01 200-FOA-SS01

75-ALP-SS03, TYP

HV-G213F

HV-T101C

HV-G211J

HV-T101DHV-T101E

HV-T101AB

CONTINUATION OF PIPE

1-0102-MGAD-605 FOR 

ROOF. REFER TO DWG

UP TO HV-T010AJ ON 

300-FOA-SS01

HV-T101F

CL EL 238.400

75-SPD-SS01

HV-G201A

CL EL 238.000

75-SPD-SS01

4027-605

EL VARIES

350-PD-SS01

CL EL 235.755

75-SPD-SS01

CL EL 235.605

75-SPD-SS01
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