
Main Floor
100' - 0"

4"x4" OAK SEAT
SEE ARCH.

P.T. WOOD BEAM
C/W BEAM HANGER.
EA. END, SEE PLAN

P.T. JOISTS
SEE PLAN

P.T. 2x8 RIMBOARD
FAST. TO CONC.
W/ 1/2"Ø EXP. ANCHORS
@ 16" o/c STAGGERED
TOP & BOTT.

EXIST. CONC. SIDEWALK, SEE ARCH.
C/W 1/2" FLEXCELL @ CONC. BEAM

EXTEND CONC. BEAM
TO CONC. PILE CAP

PROVIDE 15M VERT. DOWELS
@ 8" o/c STAGGERED
C/W HILTI HIT-HY 200
ADHESIVE ANCHORING

CONC. PILE CAP
SEE PLAN & SCHED.

CONC. BEAM, SEE PLAN

ADDN'L 15M ALONG O/F
OF STIRRUP REVEAL

Main Floor
100' - 0"

W/ ARCH.
0' - 2" CONFIRM

ADDN'L 15M ALONG O/F
OF STIRRUP REVEAL

CONC. BEAM
SEE PLAN

1/2" FLEXCELL
@ CONC. BEAM

EXIST. CONC. SIDEWALK, SEE ARCH.

6" VOIDFORM

WOOD BEAM
SEE PLAN

P.T. JOISTS C/W SIMPSON
HANGERS EA. END, SEE PLAN

4"x4" OAK SEAT
SEE ARCH.

P.T. 2x8 NAILER FAST.
TO CONC. BEAM W/
1/2"Ø EXP. BOLTS
@ 16" o/c STAGGERED
TOP & BOTT.

EXIST. BUILDING
SHOWN HATCHED

MIN.  0' - 3"

Main Floor
100' - 0"

EXIST. BUILDING SHOWN
HATCHED

EXIST. CONC. SIDE WALK,
REPAIR & MAKE GOOD AS
REQ'D, REFER TO ARCH.

ENSURE 1/2" FLEXCELL
C/W FLEXIBLE CAULK WATERSTOPPING

COMPACTED GRANULAR
AS PER GEOTECH

SEAL

JOB TITLE FILE NO.

SCALE

DATE

DRAWING NO.

 3/4" = 1'-0"

S-9

1919 Monument
Winnipeg, Manitoba W16124

11/28/16

ISSUED FOR CONSTRUCTION 2016.11.28 JCR0

 3/4" = 1'-0"1 SECTION: STAGE
 3/4" = 1'-0"2 SECTION: STAGE

 3/4" = 1'-0"3 SECTION


