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NORTH END SEWAGE TREATMENT PLANT
NEWPCC MAIN BUILDING - HVAC REPLACEMENT

1. DEMOLISH EXISTING AHU-M639 c/w ROOF CURB FLASHING AND INSULATION.
DEMOLISH SERVICE PLATFORMS. STRUCTURAL FRAME TO REMAIN, REFER TO
STRUCTURAL. DEMOLISH GAS TRAIN, CAP NATURAL GAS PIPE FOR FUTURE USE. CAP
SUPPLY AIR RISER FOR FUTURE RECONNECTION.

2. DEMOLISH EXISTING AHU-M651 c/w ROOF CURB. REFER TO STRUCTURAL FOR
FURTHER DEMOLITION. CAP HEATING COIL HYDRONIC LINES FOR FUTURE USE. CAP
SUPPLY AIR RISER FOR FUTURE RECONNECTION, DEMOLISH RETURN PLENUM.
DEMOLISH EXISTING CONTROLLER AND THERMOSTAT IN MCC ROOM, PATCH WALL
AND PAINT AS REQUIRED.
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