
M

RETURN AIR

GLYCOL HEATING 50-GS-CS

AO

SUPPLY AIR

PI
M651-1

PS
M651-1

TIT
M651-3

COMP
FAN

TIT
M651-4

YC
M651-1

FILTER
FIL-M651-1

HE-M651-1 CC-M651-1

DI AI
DO AOAO

AHU M651

XC
M651-1

PA
M651-1

TI
M651-3

YC
M651-2

YC
M651-3

YC
M651-4

TI
M651-4

TC
M651-1

*

* HVAC CONTROL SYSTEM

RF-M651-1

M

OUTSIDE AIR

M

RELIEF AIR

BD

TIT
M651-2

AI

TIT
M651-1

AO
AI

TT
M651-1

TT
M651-2

AO

SF-M651-1

M

PIT
M651-1

AIAI

GLYCOL HEATING RETURN

TV-M651-1

M

XC
M651-2

STAGE 1
STAGE 2
STAGE 3

PC
M651-1

YC
M651-5

TC
M651-2

OCCUPIED
MODE

XV-M651-1

XV-M651-2

XV-M651-3

YC
M651

TO PLC MONITORING SYSTEM

*

VFD-RF-M651 VFD-SF-M651

MODBUS TCP

* *

*

*

1-0101M-P0008-001

NONE

BLM

SCK

BLM

P&ID - AIR HANDLING UNIT M-651
2111

BLM17/04/13Issued for Tender0 P-2163526

NORTH END SEWAGE TREATMENT PLANT
NEWPCC MAIN BUILDING - HVAC REPLACEMENT


