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NORTH END SEWAGE TREATMENT PLANT
NEWPCC MAIN BUILDING - HVAC REPLACEMENT
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FRAMING PLAN & DETAILS
MECHANICAL AHU M651
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NOTES:

1. DENOTES AREA TO BE REPAIRED & PATCHED WITH 38 GA 20

METAL ROOF DECK.

2. CUT EXISTING L50x50x6 TOP CHORD BRACING AT FRAMING

LOCATIONS. REPLACE & WELD TO C200.

3. SNOW PILE UP ON SHEET S-01.

4. CONFIRM AHU DIMENSION PRIOR TO COMMENCING WORK.


