
T/O MAIN FLOOR CONC.
99962

T/O BASEMENT
96020

1 2

2600 400

CONC. WALL,
SEE PLAN & SCHEDULE 

EXIST. BLDG. 
SHOWN HATCHED

TYP. MATCHING HORIZ. 
EPOXY DOWELS

STEEL STAIRS BEYOND,
SEE PLAN & SECTIONS

CONC. PILE,
SEE PLAN & SCHEDULE 

38 CONT. KEYWAY
W/ MATCHING HOOKED DOWELS
AS PER SLAB SCHEDULE

SITE CONFIRM EXIST. 
UNDERPINNING LOC'NS 
PRIOR TO PILING, TYP.

PRIOR TO CUTTING BACK EXIST. FOOTING 
FOR NEW CONC. WALL INSTALLATION

CONFIRM UNDERPINNING LOC'NS & 
NOTIFY CONTRACT ADMINISTRATOR

STEEL COLUMN
W/ EMBED BASEPLATE

SEE PLAN & SCHEDULE

3

L75x75x______ HANGER
AT EACH MAIN FLOOR BEAM
CONNECTION BY SUPPLIER

CONT. L50x100x6.4 HORIZ.
ALONG CEILING
REFER TO ARCH

PL6.4x75 VERT'S
SPACED AS
PER ARCH

EL. 95718
T.O. PILE

DECK SUPPORT PERIMETER ANGLE
FASTENED INTO EXIST. AS PER PLAN

T/O CONC. LANDING
97365

T/O BASEMENT
96020

A

PROVIDE 150 VOIDFORM BELOW 
STRUCTURAL SLAB TYP.

THICKENED EDGE BEAM
SEE PLAN & SCHEDULE

CONC. STRUCTURAL SLAB,
SEE PLAN & SCHEDULE
PROVIDE 150 VOIDFORM BELOW TYP.

PL19x200 BYND. ALONG FACE
OF CONCRETE WALL
FAST. W/ 12⌀  EXP. ANCHORS @ 300 O/C
W/ MIN. 100 EMBEDMENT

DOOR OPENING,
SEE PLAN & ARCH. 
FOR DETAILS

EXIST. BLDG. 
SHOWN HATCHED

TYP. PROVIDE ADD'NL DIAG. BARS ALL 
SIDES & CORNERS OF OPENING BYND.
AS PER SECTION 6/S-7

EXIST. BASEMENT 
CONC. SLAB

SITE CONFIRM EXIST. 
UNDERPINNING LOC'NS 
PRIOR TO PILING, TYP.

PRIOR TO CUTTING BACK EXIST. FOOTING 
FOR NEW CONC. WALL INSTALLATION

CONFIRM UNDERPINNING LOC'NS & NOTIFY 
CONTRACT ADMINISTRATOR

CONC. PILE,
SEE PLAN & SCHEDULE

CONT. STEEL PLATE STRINGER
SEE PLAN

STRINGER CONNECTION
BY SUPPLIER

TYP. PERIMETER ANGLE
FAST. W/ 12⌀ WEDGE ANCHORS @ 600 O/C

W/ MIN. 100 EMBEDMENT INTO SOUND CONC.

T/O BASEMENT
96020

1

CONC. WALL,
SEE PLAN & SCHEDULE

TYP. 150 VOIDFORM

C.I.P. CONCRETE PILE
SEE PLAN & SCHEDULE
EXTEND PILE REINF. MIN. 450
INTO CONC. WALL ABOVE

600 +/-

PROVIDE MATCHING DOWELS
EPOXIED INTO EXIST.

PROVIDE 13 FLEXCELL 
BTWN. NEW & EXIST.

EXIST. BLDG. 
SHOWN HATCHED

SITE CONFIRM EXIST. 
UNDERPINNING LOC'NS

CUT BACK EXIST. FOOTING AS REQ'D
FOR NEW CONC. WALL INSTALLATION

PRIOR TO CONFIRMATION
OF UNDERPINNING LOC'NS

EL. 95720
T.O. PILE

NEW CONC. SLAB ON GRADE LOW,
SEE MECH. & LIFT SUPPLIER FOR 
REQ'MENTS

EXIST. INTERIOR BASEMENT WALL,
SITE CONFIRM CONSTRUCTION

PROVIDE COMPACTED 
SUBGRADE W/ MIN. 1500 
PSF BEARING CAPACITY

EXIST. BASEMENT SLAB,
SEE PLAN & SECTIONS

TYP. 13 FLEXCELL
ALL AROUND SLAB ON GRADE

GRADE BEAM
SEE PLAN & SCHEDULE

C.I.P. PILE, SEE PLAN & SCHEDULE
EXTEND PILE REINF. MIN. 450
INTO CONCRETE MEMBER ABOVE

PROVIDE MATCHING EPOXY 
DOWELS INTO CUT FACE OF EXIST. 
SLAB ALL AROUND

EXISTING SLAB ON GRADE

10M @ MAX. 400 O/C MID. EA. WAY
W/ ADHESIVE ANCHORING

. AS PER
MANUFACTURER
REQ'MENTS

T/O MAIN FLOOR CONC.
99962

STEEL COLUMN
SEE PLAN & SCHEDULE

EMBED BEARING PL13x175x225
C/W 16⌀ x 150 LG. NELSON STUDS

63
99

63

22
5

50 75 50

175

CONCRETE WALL/LINTEL REINF.
NOT SHWON FOR CLARITY

STEEL COLUMN EMBED BASEPLATE BYND.

2

STEEL BEAM CONNECTION
TO EMBED PLATE BY SUPPLIER

63 100 50

213

63
63

12
5

EMBED BASE PL13x125x213
C/W 2-16⌀ x 150 LG. NELSON STUDS

T/O MAIN FLOOR CONC.
99962

D

EMBED PLATE
C/W ANCHOR BOLTS
SEE PLAN & SCHEDULE

PL10mm STIFF. EA. SIDE
AT COLUMN LOC'NS TYP.

CONCRETE WALL
SEE PLAN & SCHEDULE

STEEL COLUMN
SEE PLAN & SCHEDULE

TYP. PERIMETER ANGLE
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