
T/O MAIN FLOOR CONC.
99962

T/O CONC. LANDING
97365

5 6 7

CONCRETE PILE
SEE PLAN & SCHEDULE

CONCRETE PILECAP
SEE PLAN & SCHEDULE
DIAGONAL REINF. NOT SHOWN FOR CLARITY
REFER TO PILECAP DETAIL

CONCRETE COLUMN
SEE PLAN & SCHEDULE

STEEL BEAMS
SEE PLAN & SCHEDULE 

1500 1500

60
0

PL38x1200x1200 BEARING PLATE
C/W 4-38⌀ x 1200 LG. A307 THREADED BAR
W/ NUT EACH END
WELD BOTTOM NUT IN PLACE

RIGID INSULATION SKIRTING
W/ 2% SLOPE AWAY
EXTEND 1200 PAST OUTER
EDGE OF PILECAP TYP.

1200

N.T.S.

1200

N.T.S.

SOFFIT FRAMING

1200

COMPOSITE STEEL DECK W/ CONC. SLAB
SEE PLAN & SCHEDULE

TYP. STIFF. PL10mm EACH SIDE
STEEL PLATE BYND.

TYP. EXTEND 4-20M DOWELS
BOTTOM DIAG. OVER EACH PILE
INTO CONCRETE COLUMN

300

40
0

PL12x300x400 LG. EMBED INTO COLUMN
WELD TO U/S OF BASEPLATE

ENSURE STEEL PLATE IN 100% CONTACT W/ CONC.
PROVIDE EPOXY INJECTION AS REQ'D TO FILL ANY
REMAINING VOIDS UPON CONCRETE PLACEMENT
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0 THREADED PORTION EACH END
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T/O MAIN FLOOR CONC.
99962

2

CONC. WALL,
SEE PLAN & SCHEDULE

STEEL BEAM,
SEE PLAN & SCHEDULE

STEEL JOISTS 
C/W STEEL DECK & CONC. SLAB,
SEE PLAN & SCHEDULE

3

EXTEND CONCRETE WALL UP TO
U/S DECK BTWN STEEL BEAMS
R/W ADDN'L 15M HORIZ.
BENT DOWN AT BEARING POCKETS.

EMBED BEARING PLATE
SEE PLAN & SCHEDULE

EXTEND VERT. BARS
UP INTO TOP OF WALL

BTWN STEEL BEAM POCKETS

6
S-7

T/O MAIN FLOOR CONC.
99962

A

STEEL GRATING
SEE PLAN PERIMETER ANGLE, STEEL DECK,

& CONCRETE TOPPING BYND.

GALV. HSS100x100x6.4
CANTILEVERED OUTRIGGER

LOCATED AS PER PLAN

GALV. PL13x200 VERT. PLATES
AS PER PLAN

STEEL CLIP CONNECTION
C/W 50 VERTICAL SLOT FOR 19Ø BOLT

100

CONT. GALV. CAP PL4.8
DEPTH AS REQ' BY ARCH

SEE PLAN

VERT. L150x150x9.5 x 150 LG.
@ EACH VERT. MULLION LOC'N
WELDED TO FACE PLATE
& FAST. TO MULLION BY
CURTAIN WALL SUPPLIER

GALV. KNIFE PL (THICKNESS T.B.D.) x100 DP.
OUTRIGGER ALIGNED @ HSS LOC'NS

PL9.5 STIFF.
1 @ EACH VERT. ANGLE LOC'N?

VERT. FACE PL6.4x200x200
@ EACH VERT. MULLION LOC'N

GALV. TOP PL6.4

8
S-5

GALV. PL3/16" GUARD RAIL

TYP. GALV.  HSS50x38x4.8 NOSING

2

A
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76
0

PARTITION WALL
SEE ARCH

EXISTING WALL

C-3

C-2

HORIZ. HSS75x75x6.4
WELDED TO FACE PLATE EACH END

HSS75x75x6.4 VERT.
C/W BASE PL13x400x125
W/ 4-13⌀ LG. EXP. ANCHORS
W. MIN. 100 EMBEDMENT INTO CONC. WALL

HSS75x75x6.4 HORIZ.
WELDED TO HSS VERT. & HORIZ.

5
S-5

MAX. 1220

EQ

MAX. 1220

EQ

MAX. 1220

EQ

BUILT-UP COLUMNS
FULL HEIGHT EACH SIDE

8
S-4

FACE PL13x275x125
FAST. TO EXIST. WALL
W/ 4-#10 TEK SCREWS

FACE PL13x275x125
FAST. TO EXIST. WALL
W/ 2-9.5⌀ WEDGE ANCHORS

T/O MAIN FLOOR CONC.
99962

2

83
4

760

VERT. HSS WELDED
TO HORIZ. HSS

FACE PLATE BYND.

BASEPLATE
SEE PLAN

STUDWALL
SEE PLAN & SCHEDULE

6
S-5

DRY PACK U/S FLUTES
W/ NON-SHRINK GROUT

200

T/O MAIN FLOOR CONC.
99962

BUILT-UP COLUMN
FULL HEIGHT EACH SIDE

INFILL STUDS

10⌀ THRU BOLTS @ 200 O/C

BASEPLATE
SEE PLAN CONCRETE WALL

SEE PLAN & SCHEDULE

VERT. & HORIZ. HSS

#10 TEK SCREWS STAGGERED
@ 200 O/C EACH STUD

TYP. GALV.  HSS50x38x4.8 NOSING

7-P-4 GALV. BAR GRATING

GALV. PL19x200 STRINGER

GALV. HSS50x38x4.8 NOSING
BTWN STRINGERS & OUTRIGGERED

TO GUARD RAIL PLATE
AT EVERY 2ND STAIR TREAD
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SEE ARCH
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1200

12
00

25 WIDE x 200 DP. STEEL PLATE

CONCRETE COLUMN
SEE PLAN & SCHEDULE

450 150 150 450

45
1

14
9

15
0

45
0

TYP. PL10mm STIFFENERS
EACH SIDE OF BEAM

PL1200x1200 BEARING PLATE (SHOWN SHADED)
C/W THREADED RODS AS PER SECTION

ENSURE BASEPLATE IN DIRECT CONTACT
W/ CONCRETE THROUGHOUT OR MAX. 25 DP.

EPOXY NON-SHRINK BEARING MORTAR INJECTION
W/ MIN. 45 MPa COMPRESSIVE STRENGTH

TYP. STEEL BEAM
SEE PLAN

EMBEDDED STEEL PLATE
WELDED TO U/S OF BASEPLATE
REFER TO SECTION

13⌀ INSPECTION HOLES,
4 ALONG OUTER EDGE OF COLUMN &
4 AT INNER COLUMN
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