FIELD

CONTROL PANEL CP-U81

B SIZE — 279mm x 432mm

’ENERATOR TRANSFER

SWITCH ATS-U72

oN ummy | X
POWER [

NOTE 1

ON GENERATOR | *
POWER [

PLC-UBI
_‘ CA-ATS-U72 s/(\)CDlﬁLg 5
. 8C, 16 AWG, CIC, 600V P20SA :
IN CONDUIT (4 SPARE) 1805 —} 24 VDC FROM
C205A TB21-F205A
ATS—U720-1 ATS-U720-1 =07 P2osa
ATS-U720-2 ATS—U720-2 [~ = =~ 133 33 " DNP3 ADDR. (33
ATS—U72.0nUtility
C205A [ cocr— | TRANSFER SWITCH
ON UTILITY POWER
C205A
ct
- C205A
P2054
805 A
ATS-U720-3 ATS-U720-3 P205A £205A -

IECM-P '
"34"LI 134

DNP3 ADDR. 134

==APECI

Certificate of Authorization
SNC-Lavalin Inc.
No. 4489

ISSUED FOR CONSTRUCTION

BY:

DATE:

00 | ISSUED FOR TENDER, BID OPP. 475-2018

2018,/05/09

TC

BC

PATH: M:\648185\4ENG\48IC\DD — General DWG\1-0309U—-A0012-001-00.dwg

LAST SAVE: 2018/05/09 — 10:39am

NO. | REVISIONS

DATE

DESIGN

CHECK

CONSULTANT NO.:

CONSTRUCTION

ATS-U720-4 ATS-U720—4 134 1 ATS—U72.0nGen
C205A TRANSFER SWITCH
NOTE 1 SPS1— [ ON GENERATOR
= C205A POWER
L . J o C205A
SNC—-LAVALIN INC. ENGINEER'S SEAL
- 148 Nature Park Way D
PROVIDE AS-BULT WARKUPS INDICATING TERMINAL NUMBERS USED ’)) SNC-LAVALIN Jinnipeg: Mo, Sonada R3P 0x7 /Q\ THE CITY OF WINNIPEG
' DESIGNED BY: CHECKED BY: Wlnmpeg WATER AND WASTE DEPARTMENT
T. CHURCH B. CLEVEN P R El_l M | NARY
DRAWN BY: APPROVED BY: METRO ROUTE 20 UNDERPASS PUMPING STATION
¥. KONIG B. CLEVEN NOT TO BE 2018 UPGRADES
SCALE: DATE:
NTS 2018/04/10 USED FOR LOOP" DIAGRAM

GENERATOR TRANSFER SWITCH
ATS-U72

CITY DRAWING NUMBER

1 —

SHEET REV. SIZE

0509U-A0012| 001 |00 | B




