
M

200A
3P

N

30A
3P

30A
3P

20A
3P

TVSS

NEW GROUND
BUS

GND

CB-L01 NEW
SERVICE ENTRANCE
RATED CIRCUIT BREAKER
MOUNTED INSIDE BUILDING

NEW PNL-L1
347/600V, 200A, 3Ø, 4W

NEW
PNL-L010

120/208V 3 Ø
100A

NEW XFMR-L10
600-120/208V
15 kVA, 3Ø

NEW SERVICE
BY MANITOBA HYDRO

NEW
GND,6AWG,CU,BARE

NEW
GND,6AWG,CU,BARE

NEW
3C,12AWG,CU,TECK90,1000V

NEW
4C,6AWG,CU,1000V

NEW
4C, #3/0 AWG & #6 GND 1000V
IN 78C

200A
3P

NEW
GND,6AWG,CU,BARE

EXISTING
WATER
PIPING

NEW DISTRIBUTION PANEL 'PNL-L1'

ABC
N

DESCRIPTIONDESCRIPTION

BREAKER I.C.:WIRE:

LOCATION:

MAINS:

PHASE:

NOTES:

FED FROM:

MOUNTING:

MAIN BREAKER:

VOLTAGE:

AMPS
TRIP

LOAD NO
CCT

AMPS
TRIP

LOADNO
CCT

347/600V

200A

SURFACE

CB-L01

3

200A

-

4 18 kAIC

-
-
-
-

01
TVSS XXA03

05
07

HEAT TRACE 30A09
3P11

02
XFMR-L1020A 04

3P 06
08

HEAT TRACE30A 10
3P 12

13
HEAT TRACE 30A15

3P17
SPACE19
SPACE21
SPACE23

14
HEAT TRACE30A 16

3P 18
SPACE 20
SPACE 22
SPACE 24

NEW DISTRIBUTION PANEL 'PNL-L010'

ABC
N

DESCRIPTIONDESCRIPTION

BREAKER I.C.:WIRE:

LOCATION:

MAINS:

PHASE:

NOTES:

FED FROM:

MOUNTING:

MAIN BREAKER:

VOLTAGE:

AMPS
TRIP

LOAD NO
CCT

AMPS
TRIP

LOADNO
CCT

120/208V

N/A

SURFACE

XFMR-L10

3

100A

-

4 10 kAIC

-
-
-
-

PANEL RECEPT. 15A01
MAIN FLOOR LIGHTS 15A03
TOUCHSCREENS 15A05
SPARE 15A07
HEATER 30A09

2P11

ALARM PANEL15A 02
CATCH BASIN HEAT TRACE GFCI BRKR.15A 04
CATCH BASIN HEAT TRACE GFCI BRKR.15A 06
BULK FILL CONTROL PANEL15A 08
SITE LIGHTING15A 10
RTU CONTROL PANEL15A 12

BASEMENT LIGHTS & RECEPT. 15A13
SUMP PUMP 15A15
SPARE 15A17

19
TVSS 3P21

23

UPS15A 14
SPARE15A 16
SPARE15A 18
SPARE15A 20
SPACE 22
SPACE 24

NEW
4C, #3/0 AWG & #6 GND 1000V
IN 78C

30A
3P

30A
3P

NEW
HEAT TRACE CONTROL

PANEL

NEW CSTE

NEW 3C,10 AWG,CU
TECK90,1000V

NEW HEAT TRACE CABLES

NEW  METER
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