
Building Name: River Heights Library Inspection Date:
Building Code: LB-21 Inspected By:
Building Address: 1520 Corydon Avenue Construction Date:
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Drywall Compound Throughout May Contain Asbestos DC
Exterior

South East Window Window Caulking CA Good TESTED Nov/"18 0
South East Ducts Duct Mastic MA Good TESTED Nov/"18 7
South Wall Mortar Good TESTED Nov/"18 0

Main Floor N/A N/A N/A  N/A
South Entrance 9x9 Floor Tile F9 Removed 7/12 N/A N/A 10
Reception 9x9 Floor Tile - Under Carpet F9 Removed 7/12 10
North Entrance 9x9 Floor Tile - Under Carpet F9 Removed 7/12 10
Janitor Room Duct Insulation DI Good N/A N/A 0

9x9 Floor Tile - Under Carpet F9 Good N/A N/A 10
24x48 Ceiling Tile - Perimeter C48 Good TESTED Aug/12 0

Washrooms Drywall Compound (2 samples) TESTED Oct'17 0
Office/Storage/Lunch Room 9x9 Floor Tile - Under Carpet F9 Removed 7/12 10
Exterior Block Walls Contains Vermiculite Insulation (Which May Contain 

Asbestos) VE Good

Basement N/A N/A N/A N/A N/A
Washrooms 9x9 Floor Tile F9 Removed 2/09 N/A Feb/'09

Drywall Compound DC 3
9x9 Floor Tile - Under Carpet F9 Good 10
9x9 Floor Tile - Under Carpet - see plan (Mastic <1%) F9 Removed 7/12 TESTED Aug/12 10
12x12 Ceiling Tile - Non-asbestos C12
Duct Insulation DI Good TESTED Dec/'08 30-40
Drywall Compound (unfinshished wall) DC Good TESTED Oct'17 0
Isolation Gasket AF Good TESTED Aug/12 0

Activity Room Drywall Compound (Chrysotile) DC Good TESTED Oct'17 3
Janitor Room Duct Insulation DI N/A TESTED Dec/'08 0

Furnace Room

Children's Area

Adult Section
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North Stair Treads Sheet Flooring FS TESTED Nov/'18 0
South Stair Landing 9x9 Floor Tile F9 Good N/A N/A 10
South Stair Treads Sheet Flooring FS Good TESTED Mar/'12 0

NOTES:
1. Asbestos inspections and inventory updates are conducted annually.
2. There may be asbestos containing materials present that were not located during asbestos inspections.
3. Floor tile and sheet flooring installed before 1990 may contain asbestos and must be treated as an asbestos containing material.
4. Vermiculite insulation may contain pockets of asbestos. All vermiculite insulation must be treated as an asbestos containing material.
5. For asbestos related inquiries, call Central Control at 986-2382
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