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NEW 400 FLxFL
DUCTILE IRON WYE

NEW 400 FLxFL
DUCTILE IRON
WYE

INSTALL BLIND FLANGE ON
WYE ONCE CLEANING AND
INSPECTION COMPLETE

NEW 400 FLxPE
DUCTILE IRON
SPOOL PIECE
(TYP.)

NEW 400 FL x FL GATE
VALVE (SOUTH SIDE ONLY) NEW 400 FLxFL DI

SPOOL PIECE

CONCRETE BASE
BLOCK (TYP). SEE
DETAIL THIS SHEET.

NEW 100 TAPPING SLEEVE
(SOUTH SIDE ONLY)

EXTRUDED POLYURETHANE
WATERSTOP ALL AROUND
PIPE PENETRATION (TYP)

NEW 400 PVC FLANGE ADAPTOR

40
0300 300 250±

40
0

TEST BOARD
WITH COVER

75 dia. PVC POST

EXISTING STEEL 400 FRM

EXOTHERMIC WELD (TYP.)

EXISTING GRADE

SLACK LOOP INSIDE

REMPAIR WELD AREA WITH
PETROLATUM TAPE SYSTEM

INSTALLATION IN COMMON EXCAVATION WITH
NEW MANHOLE (SOUTH) WRAP WIRES MIN. 2

TIMES AROUND PIPE CIRCUMFERENCE.

INSTALLATION OF WIRES
WITHOUT ACCESS TO FULL
PIPE CIRCUMFERENCE.

DETAIL
 TEST LEAD INSTALLATION
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SITE 5
 SOUTH MANHOLE INSTALLATION
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2-15M CONT

10M      @ 300 OC
EMBED 200

CONRETE CURB
300 TALL x 250
WIDE (TYP)

SIKA SWELLSTOP
HYDRAULIC
WATER STOP
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 CONCRETE CURB 
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400x400x 250 DEEP SUMP C/W 38mm THICK
REMOVABLE FIBERGLASS OR ALUMINUM GRATE

CONCRETE BETWEEN
MANHOLE BASE & TRENCH
WALLS (SECOND POUR)

2-20M 600 LONG EACH SIDE (8 TOTAL)

1-20M BENT BARADD 1-20M x 2100 LG WITH 700
LG LAP SPLICE AT EACH END

ADD 1-20M x 2100 LG
WITH 700 LG LAP
SPLICE AT EACH END

400 THICK CONCRETE
BASE SLAB (FIRST POUR)
20M @ 300 OC EW TOP
20M       @ 300 OC EW BOT

SITE 5
 NORTH MANHOLE INSTALLATION

0
mm

625 1250

1:25

762

1219

2438

24
38

AS
 P

ER
 C

O
W

 S
D

-0
10

INV 230.70±

250±

EXISTING 400
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EXISTING 400
PVC FRM

NEW 400 FLxFL
DUCTILE IRON WYE

INSTALL BLIND
FLANGE ON WYE
ONCE CLEANING
AND INSPECTION
COMPLETE

NEW 400 FLxPE
DUCTILE IRON
SPOOL PIECE
(TYP.)

NEW TRANSITION
COUPLING
(AWWA C219) (TYP)

300

 
EX GROUND
EL 234.09± (N. SIDE)
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CONCRETE BASE
BLOCK (TYP). SEE
DETAIL THIS SHEET.40
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3332

400x400x 250 DEEP SUMP C/W 38mm THICK
REMOVABLE FIBERGLASS OR ALUMINUM GRATE

CONCRETE BETWEEN
MANHOLE BASE & TRENCH
WALLS (SECOND POUR)

2-20M 600 LONG
EACH SIDE (8 TOTAL)

1-20M BENT BAR
ADD 1-20M x 2100 LG WITH 700
LG LAP SPLICE AT EACH END

ADD 1-20M x 2100 LG
WITH 700 LG LAP
SPLICE AT EACH END

400 THICK CONCRETE
BASE SLAB (FIRST POUR)
20M @ 300 OC EW TOP
20M       @ 300 OC EW BOT

40
0

BOLT TEST LEAD POST TO
MANHOLE @ 3.0m OC WITH
SS CLAMPS AND FASTENERS

IF  POWER EQUIPMENT OR EXPLOSIVES
ARE TO BE USED FOR EXCAVATION ON

THIS PROJECT THE CONTRACTOR  MUST:

1) NOTIFY THE GAS COMPANY OF THE
PROPOSED LOCATION OF EXCAVATION.

2) TAKE PRECAUTION TO AVOID DAMAGE
TO GAS COMPANY INSTALLATIONS.

SEE PROVINCIAL REGULATION 210/72 FOR DETAILS

Certificate of Authorization

AECOM Canada Ltd.

No. 4671       Date:_____________June 21, 2022

AutoCAD SHX Text
MISCELLANEOUS DETAILS

AutoCAD SHX Text
SEWER SITES

AutoCAD SHX Text
13022

AutoCAD SHX Text
09

AutoCAD SHX Text
11

AutoCAD SHX Text
C-4001

AutoCAD SHX Text
TJB

AutoCAD SHX Text
ADL

AutoCAD SHX Text
AS NOTED

AutoCAD SHX Text
N/A

AutoCAD SHX Text
MGM

AutoCAD SHX Text
THE CITY OF WINNIPEG

AutoCAD SHX Text
WATER AND WASTE DEPARTMENT

AutoCAD SHX Text
SHEET         OF

AutoCAD SHX Text
REVISIONS

AutoCAD SHX Text
NO.

AutoCAD SHX Text
B.M. 84R505

AutoCAD SHX Text
ELEV. 233.144m

AutoCAD SHX Text
DATE

AutoCAD SHX Text
BY

AutoCAD SHX Text
DATE 

AutoCAD SHX Text
HORIZONTAL

AutoCAD SHX Text
VERTICAL

AutoCAD SHX Text
DESIGNED

AutoCAD SHX Text
BY

AutoCAD SHX Text
FILE NAME:

AutoCAD SHX Text
DATE

AutoCAD SHX Text
ENGINEER'S SEAL

AutoCAD SHX Text
CONSTRUCTION

AutoCAD SHX Text
RELEASED FOR

AutoCAD SHX Text
FILE PATH: 

AutoCAD SHX Text
Tender No: 507-2021 

AutoCAD SHX Text
DRAWN

AutoCAD SHX Text
BY

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
CHECKED

AutoCAD SHX Text
BY

AutoCAD SHX Text
APPROVED

AutoCAD SHX Text
BY

AutoCAD SHX Text
CONSULTANT DRAWING NUMBER

AutoCAD SHX Text
CITY DRAWING NUMBER

AutoCAD SHX Text
ENGINEERING DIVISION

AutoCAD SHX Text
CONSTRUCTION COMPLETION DATE:

AutoCAD SHX Text
YYYY MM DD

AutoCAD SHX Text
PLOT DATE:

AutoCAD SHX Text
NOTE:

AutoCAD SHX Text
LOCATION APPROVED

AutoCAD SHX Text
UNDERGROUND STRUCTURES

AutoCAD SHX Text
SUPV. U/G STRUCTURES

AutoCAD SHX Text
COMMITTEE

AutoCAD SHX Text
DATE

AutoCAD SHX Text
LOCATION OF UNDERGROUND STRUCTURES AS SHOWN ARE BASED ON THE BEST INFORMATION AVAILABLE BUT NO GUARANTEE IS GIVEN THAT ALL EXISTING UTILITIES ARE SHOWN OR THAT THE GIVEN LOCATIONS ARE EXACT. CONFIRMATION OF EXISTENCE AND EXACT  LOCATION OF ALL SERVICES MUST BE OBTAINED FROM THE INDIVIDUAL UTILITIES BEFORE PROCEEDING WITH CONSTRUCTION.

AutoCAD SHX Text
WARNING

AutoCAD SHX Text
WHOLE NUMBERS INDICATE MILLIMETRES

AutoCAD SHX Text
DECIMALIZED NUMBERS INDICATE METRES

AutoCAD SHX Text
METRIC

AutoCAD SHX Text
PROVISION OF PIPELINE ACCESS MODIFICATIONS, CLEANING AND SUPPORT SERVICES FOR RIVER CROSSING INSPECTIONS - PHASE THREE

AutoCAD SHX Text
N.W. Cor. Saskatchewan Ave. & Midland St., Tblt. on top of 0.05 m dia. x 1.2 m iron pipe 10.2 m S. of N.L. of Saskatchewan Ave. & 5.6 m E. of W.L. of Midland St. 

AutoCAD SHX Text
0

AutoCAD SHX Text
ISSUED FOR TENDER

AutoCAD SHX Text
22/06/15

AutoCAD SHX Text
ADL

AutoCAD SHX Text
June 21, 2022

AutoCAD SHX Text
ORIGINAL SIGNED

AutoCAD SHX Text
BY J. Thompson

AutoCAD SHX Text
Paul Bortoluzzi

AutoCAD SHX Text
Jun 21/22

AutoCAD SHX Text
KWF


	Sheets and Views
	60645745-SHT-30-0000-C-4001-Misc. Details - Sewer


