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SPECIFIC NOTES

THE ORIGINAL DESIGN INFORMATION INDICATES A 100% RATED GROUND AND 200% RATED
NEUTRAL FOR THE CABLES FEEDING THE UV POWER DISTRIBUTION CENTRES (PDC'S), BUT THE
CABLES ON SITE DID NOT APPEAR TO HAVE THIS RATING.
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