
M

U-010-P-1
LIFT PUMP

123 kW
191 FLA

1050 LRA
1180 RPM

M

U-020-P-2
LIFT PUMP

123 kW
191 FLA

1050 LRA
1180 RPM

M

U-030-P-3
LIFT PUMP

123 kW
191 FLA

1050 LRA
1180 RPM

M

U-040-P-4
LIFT PUMP

123 kW
191 FLA

1050 LRA
1180 RPM

M

U-050-P-5
LIFT PUMP

123 kW
191 FLA

1050 LRA
1180 RPM

PUMPING STATION DISTRIBUTION
600 V, 3Ø, 3W
2000 A, SCCR 65 kA

PUMPING STATION DISTRIBUTION
600 V, 3Ø, 3W

2000 A, SCCR 65 kA

SPECIFIC NOTES

INDICATED CABLE SIZES ARE BASED UPON THE ORIGINAL DESIGN SPECIFICATIONS AND HAVE
NOT BEEN CONFIRMED.1

PUMP CABLE

VFD
U-010-P1
ABB ACS800

P027
3C, 4/0 AWG,
TECK90, 1000V

U-010-HF-P1
HARMONIC FILTER

P022
3C, 4/0 AWG,
TECK90, 1000V

600-B7
800 AF
300 AT

600-B1
1600 AF
1600 AT

K

600-B2
1600 AF
1600 AT

K

CDP-100
600V DISTRIBUTION
600V, 3Ø, 3W
400A, SCCR 18 kA

100 A
3P

100 A
3P

CB-U722
100 A
3P

P038
3C, 350 kcmil,
TECK90, 1000V

MCC-UV
MOTOR CONTROL CENTRE
600V, 3Ø, 3W
600A

P049
3C, 2  AWG,
TECK90, 1000V

P039
3C, 2 AWG,
TECK90, 1000V

DT-6
600 : 208/120 V
75 kVA
4.82 %Z

PNL-A
208/120 V

225 A
3Ø, 4W
42 CCT

ELECTRICAL
ROOM

PANELBOARD

100 A
3P

50 A
2P

PNL-B
208/120 V

225 A
3Ø, 4W
42 CCT

ELECTRICAL
ROOM

PANELBOARD

P041
4C, 2 AWG,
RW90

P042
3C, 4 AWG,
TECK90

P040
4C, 250 kcmil
IN WIRE TROUGH

NOT ALL LOADS
ARE SHOWN

600-BT
2000 AF
1600 AT

K

FROM LST-4
4160 : 600 V TRANSFORMER

1-0101U-E0013-001

FROM LST-5
4160 : 600 V TRANSFORMER

1-0101U-E0013-001

600-B6
800 AF
300 AT

600-B5
800 AF
300 AT

P021
3C, 4/0 AWG,
TECK90, 1000V

P020
3C, 4/0 AWG,
TECK90, 1000V

P026
3C, 4/0 AWG,
TECK90, 1000V

U-010-HF-P2
HARMONIC FILTER

P025
3C, 4/0 AWG,
TECK90, 1000V

U-010-HF-P3
HARMONIC FILTER

VFD
U-020-P2
ABB ACS800 VFD

U-030-P3
ABB ACS800

PUMP CABLE PUMP CABLE

U-010-HF-P1-2
HARMONIC FILTER
TCI KLCUL200A3

U-010-HF-P2-2
HARMONIC FILTER
TCI KLCUL200A3

U-010-HF-P3-2
HARMONIC FILTER
TCI KLCUL200A3

P032
3C, 4/0 AWG,
TECK90, 1000V

P031
3C, 4/0 AWG,
TECK90, 1000V

P030
3C, 4/0 AWG,
TECK90, 1000V

3C, 4/0 AWG,
TECK90, 1000V

3C, 4/0 AWG,
TECK90, 1000V

3C, 4/0 AWG,
TECK90, 1000V

PUMP CABLE

VFD
U-040-P4
ABB ACS800

P024
3C, 4/0 AWG,
TECK90, 1000V

U-040-HF-P4
HARMONIC FILTER

P019
3C, 4/0 AWG,
TECK90, 1000V

600-B4
800 AF
300 AT

600-B3
800 AF
300 AT

P018
3C, 4/0 AWG,
TECK90, 1000V

P023
3C, 4/0 AWG,
TECK90, 1000V

U-050-HF-P5
HARMONIC FILTER

VFD
U-050-P5
ABB ACS800

PUMP CABLE

U-040-HF-P4-2
HARMONIC FILTER
TCI KLCUL200A3

U-050-HF-P5-2
HARMONIC FILTER
TCI KLCUL200A3

P029
3C, 4/0 AWG,
TECK90, 1000V

P028
3C, 4/0 AWG,
TECK90, 1000V

3C, 4/0 AWG,
TECK90, 1000V

3C, 4/0 AWG,
TECK90, 1000V

600-B8
800 AF
300 AT

CB-M
? A

PNL-U722
208/120 V

225 A
3Ø, 4W
? CCT

PARKING LOT

4C, ?? kcmiL,
TECK90

XFMR-?
600 : 208/120 V
75 kVA
Z=4.3%

3C, 3 AWG
TECK90

NOT ALL
LOADS
ARE
SHOWN

TVSS

400 A 400 A 400 A 400 A 400 A

2000:5

A, C
PM GE

PQM II

PT
600:120 V

(2)

CPT
600:120 V

3 kVA

CPT
600:120 V

3 kVA

2000:5

B

2000:5

A, C
PM

PT
600:120 V

(2)

2000:5

B

GE
PQM II

TVSS 100 kA PER MODE
200 kA PER PHASE TVSS 100 kA PER MODE

200 kA PER PHASE

SPACE SPACESPACE

65 kA PER MODE
130 kA PER PHASE

CB-M
40 A

PNL-C
120/208 V

125 A
1Ø, 3W
12 CCT
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NOTES:
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