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NOTES:
1. ALL DIMENSIONS SHOWN ARE APPROXIMATE ONLY AND REQUIRE FIELD CONFIRMATION.

CONSTRUCTION NOTES:

PROVIDE A COMPREHENSIVE SUPPORT STRUCTURE FOR THE CABLE TRAY AND
BUSDUCTS NEAR THE TRANSFORMERS. THE ARRANGEMENT SHOWN IS BASED UPON
UNISTRUT 5000 (41.3MM X 82.6MM) AND 5001 (41.3MM X 165.1MM) 12 GAUGE
GALVANIZED STEEL CHANNELS. THE ARRANGEMENT SHOWN IS AN INDICATIVE
GENERAL ARRANGMENT ONLY AND THE CONTRACTOR IS RESPONSIBLE FOR THE
FINAL DESIGN AND CONSTRUCTION BASED UPON THE ACTUAL SITE LOADS.
PERFORM A SITE INSPECTION TO IDENTIFY SITE LOADS.

PROVIDE SHOP DRAWINGS OF THE DESIGNED SUPPORT STRUCTURE ARRANGEMENT,
SEALED BY A PROFESSIONAL ENGINEER.

AN EXISTING SUPPORT STRUCTURE IS PRESENT ON THE NORTH SIDE OF THE
TRANSFORMERS. THE EXISTING STRUCTURE MAY BE REUTILIZED INTO THE DESIGN
PROVIDED THAT THE PROFESSIONAL ENGINEER TAKES RESPONSIBILITY FOR THE
COMPLETE DESIGN AND ALL EXISTING STRUCTURE CONNECTED TO THE
TRANSFORMERS IS REMOVED.

ALL BUSDUCT, CABLE TRAY, AND CABLES SHALL BE COMPLETELY SUPPORTED BY THE
SUPPORT STRUCTURE. DO NOT UTILIZE THE TRANSFORMERS FOR ANY SUPPORT.

ANCHOR BASE FOR EACH POST INTO THE CONCRETE SLAB TO SUPPORT THE
STRUCTURE. ANCHORS SHALL BE A MINIMUM OF 75mm FROM THE EDGE OF THE
CONCRETE.

REMOVE ALL CHANNELS AND STRUCTURE CONNECTED TO THE TRANSFORMERS.
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