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ADDITIONAL
CONTRACTOR LAYDOWN

(IF REQUIRED)

PRIMARY SITE ACCESS ALONG EXISTING
MULTI-USE PEDESTRIAN TRAILS.

MAINTAIN SAFE PEDESTRIAN ACCESS THROUGHOUT
CONSTRUCTION. MAINTAIN CONDITION OF PATHS IN
A CLEAN AND USABLE CONDITION AT ALL TIMES.

EXISTING O/H HYDRO
ALONG FENCE LINE

NOTE:
GOLF COURSE TO REMAIN IN OPERATION
THROUGHOUT CONSTRUCTION.
CONSTRUCTION ACTIVITY SHALL BE
LIMITED TO DESIGNATED WORK AREAS.

EXISTING 800/500mm
SIPHON OUTLET CHAMBER

EXISTING ACCESS GATE.
TO REMAIN LOCKED AT ALL TIMES
WHEN CONTRACTOR NOT ON SITE.

NEW 1200mm SIPHON OUTLET
CHAMBER AND TIE-IN TO
INTERCEPTOR SEWER

AVAILABLE LAYDOWN AREA (APPROXIMATE).
TEMPORARY CONSTRUCTION FENCING
REQUIRED AS PER SPECIFICATION.

800 STEEL SIPHON (TO BE LINED)

500 STEEL SIPHON (TO BE LINED)
TEMPORARY FENCING AROUND
LAYDOWN AREA AS REQUIRED

EXISTING ACCESS
APPROACH FROM
PEDESTRIAN TRAIL
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AVAILABLE LAYDOWN AREA (APPROXIMATE).

800 STEEL SIPHON (TO BE LINED)

(TO BE LINED)
500 STEEL SIPHON (TO BE LINED)

PRIMARY FLOOD PROTECTION DIKE. APPROXIMATE EL 229.80±

EXISTING 800/500mm SIPHON INLET CHAMBER.
LINERS SHALL BE INVERTED FROM INLET CHAMBER

MAINTAIN SAFE PEDESTRIAN ACCESS THROUGHOUT
CONSTRUCTION. MAINTAIN CONDITION OF PATHS IN
A CLEAN AND USABLE CONDITION AT ALL TIMES.

ADDITIONAL CONTRACTOR
LAYDOWN AREA (IF REQUIRED)

NEW 1200mm SIPHON INLET
CHAMBER. TIE-IN VIA EXISTING
SIPHON INLET CHAMBER.

CITY PROPERTY/AVAILABLE CONTRACTOR LAYDOWN AREA
(APPROXIMATE). MAINTAIN EXISTING PEDESTRIAN ACCESS
AT ALL TIMES. INSTALL TEMPORARY CONSTRUCTION
FENCING AROUND WORK AREA AS REQUIRED.

EXISTING O/H HYDRO ALONG
SOUTH EDGE OF PATH

PRIMARY SITE ACCESS VIA
WHELLAMS LANE AND EXISTING
MULTI-USE PEDESTRIAN TRAIL.

PROTECT EXISTING PEDESTRIAN
TRAILS AS REQUIRED FOR
CONSTRUCTION MOBILIZATION,
AND RESTORE TO PRE-EXISTING
CONDITION UPON COMPLETION.

TEMPORARY FENCING AROUND
LAYDOWN AREA AS REQUIRED
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KEY PLAN

IF  POWER EQUIPMENT OR EXPLOSIVES
ARE TO BE USED FOR EXCAVATION ON

THIS PROJECT THE CONTRACTOR  MUST:

1) NOTIFY THE GAS COMPANY OF THE
PROPOSED LOCATION OF EXCAVATION.

2) TAKE PRECAUTION TO AVOID DAMAGE
TO GAS COMPANY INSTALLATIONS.

SEE PROVINCIAL REGULATION 210/72 FOR DETAILS

Certificate of Authorization

AECOM Canada Ltd.

No. 4671       Date:_____________
DRAWING LOCATION
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CONSTRUCTION NOTES:
· RESTORE BOULEVARDS, SIDEWALKS, ROADWAYS AND

LANDSCAPING UPON COMPLETION OF THE WORK.
· THE CONTRACTOR SHALL INSTALL TEMPORARY CONSTRUCTION

FENCING ALONG THE LIMITS OF THE WORK AREAS AND STAGING
AREAS. ALL WORK SHALL BE COMPLETED FROM WITHIN CITY
PROPERTY.

· THE CONTRACTOR SHALL MAKE ALL EFFORTS TO PROTECT
EXISTING LANDSCAPING AND MULTI-USE PEDESTRIAN PATHS.

· BOTH SIPHONS SHALL NOT BE DEWATERED DURING ANY PART OF
THE WORK.

· CIPP INSTALLATION REQUIREMENTS:
·· WATER INVERSION AND HOT WATER CURE INSTALLATION

METHODS ONLY.
·· CONTINUOUS LENGTH TEMPERATURE MONITORING SYSTEM

SHALL BE UTILIZED DURING LINER CURING.
· LINER INVERSION SHALL BE COMPLETED FROM UPSTREAM TO

DOWNSTREAM.
· LINER END SEALS SHALL BE INSTALLED AT ALL TERMINATIONS.
· REMOVE AND DISPOSE OF EXISTING GRATINGS, LADDER CAGES,

VALVES AND APPURTENANCES FOR 500 AND 800 MM SIPHONS.
· PRESSURE TEST REQUIRED FOR EACH LINER AFTER INSTALLATION.
· PLATE SAMPLES SHALL BE COLLECTED FOR BOTH LINERS.
CONSTRUCTION SEQUENCING:
· DEVELOP SITE, CHAMBER, AND PIPELINE ACCESS.
· INSTALL FLOW CONTROL MEASURES AS REQUIRED TO FACILITATE

THE WORK.
· REMOVE VALVES AND APPURTENANCES.
· COMPLETE REHABILITATION WORKS ON THE ISOLATED SIPHON.
· INSTALL END SEALS.
· OBTAIN POST-LINING INSPECTION ON ISOLATED SIPHON AND

SUBMIT FOR REVIEW BY CONTRACT ADMINISTRATOR.
· COMPLETE PRESSURE TEST ON THE ISOLATED SIPHON.
· UPON ACCEPTANCE OF POST-LINING INSPECTION AND

SUCCESSFUL PRESSURE TEST:
··REINSTATE FLOWS AND ISOLATE SECOND SIPHON.
··REPEAT PROCEDURE FOR SECOND SIPHON.

· UPON ACCEPTANCE OF BOTH POST-LINING INSPECTIONS:
··REMOVE ALL FLOW CONTROL MEASURES.
··REINSTATE ALL FLOWS.

· RESTORE SITE
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