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REMOVE AND DISPOSE OF EXISTING LADDER CAGES,
GRATES, 500/800 VALVES AND 500/800 VALVE
APPURTENANCES, REFER TO DRAWING 13068

SIPHON CROSSINGS SHALL NOT BE DEWATERED AT ANY TIME. CLEANING AND
LINER INSTALLATION TO BE COMPLETED SUCH THAT THE OUTLET OF THE

SIPHON ENTERING THE SIPHON CHAMBER REMAINS SUBMERGED. CIPP
INSTALLATION BY WATER INVERSION ONLY.

REMOVE AND DISPOSE OF
EXISTING LADDER CAGES,
GRATES, 500/800 VALVES AND
500/800 VALVE APPURTENANCES,
REFER TO DWG 13069

INSTALL 235.0m CLASS IV STRUCTURAL SEWER CIPP LINER (BOTH SIPHONS)

PRIMARY FLOOD PROTECTION DIKE
EL 229.80±

REFER TO APPENDIX A - RECORD
DRAWINGS FOR TRUE PROFILE OF
EXISTING SIPHON CROSSINGS
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IF  POWER EQUIPMENT OR EXPLOSIVES
ARE TO BE USED FOR EXCAVATION ON

THIS PROJECT THE CONTRACTOR  MUST:

1) NOTIFY THE GAS COMPANY OF THE
PROPOSED LOCATION OF EXCAVATION.

2) TAKE PRECAUTION TO AVOID DAMAGE
TO GAS COMPANY INSTALLATIONS.
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