
800
STEEL

SIPHON

500
STEEL
SIPHON

1800 MONO CONC
INTERCEPTOR

1800 MONO CONC
INTERCEPTOR

800
STEEL

SIPHON

500
STEEL
SIPHON

ROOF PLAN
 

A SECTION
 FLOOR PLAN

A
-

 
INVERT
EL 216.69±

 
INVERT
EL 216.94±

1800 MONO CONC
INTERCEPTOR

 

EL 222.66±

TOP OF
CHAMBER
EL 228.60±

C SECTION
 

C
-

B SECTION
 

B
-

0
mm

1:40

1000 2000 0
mm

1:40

1000 2000

0
mm

1:40

1000 2000

0
mm

1:40

1000 2000

NORMAL MINIMUM
DWF LEVEL
EL 217.30±

NORMAL PEAK
DWF LEVEL
EL 219.00±

2438

95
3

15
64

13
52

48
77

10
08

24
38

254 1003

95
3

33
97

26
0

26
0

627

585

422

457
457 305457

45
7

45
7

1829

42
67

59
44

305

59
71

61
0

12
52

4

457 704 1352 1564 648 457
5182

21
34

±

762 61
0±

61
0±

21
34

±

IMPLEMENT FLOW BY-PASS
AS PER SPECIFICATIONS

REMOVE AND DISPOSE OF GRATE

REMOVE AND DISPOSE OF 500 AND 800
mm VALVES, VALVE STEMS, AND OTHER
VALVE RELATED APPURTENANCES

EXISTING 900mm VALVES AND ALL
RELATED APPURTENANCES TO REMAIN

LEVELS IN THE DOWNSTREAM 1800mm
INTERCEPTOR CAN BE DRAWN DOWN BY
OPERATIONS AT NEWPCC TO MAINTAIN
A LEVEL NEAR 217.7 m TO FACILITATE
IMPLEMENTATION OF FLOW BY PASS

REMOVE AND DISPOSE OF LADDER CAGES

REMOVE PEDESTALS AND COVER HOLE WITH NEW
300x300x6.35 STEEL PLATE C/W SHOP APPLIED LIQUID
EPOXY COATING AND 4 NEW S.S. CONCRETE ANCHORS.

NOTES:
1. REFER TO APPENDIX A RECORD DRAWINGS FOR FURTHER CHAMBER INFORMATION.
2. ALL WORK SHALL BE COMPLETED WITHOUT DEWATERING SIPHONS.

EXISTING 750 TO
800 REDUCER

EXISTING 500 TO
600 REDUCER

INSTALL MECHANICAL END
SEALS AS PER SPECIFICATIONS
(TYP BOTH SIPHONS)

IF  POWER EQUIPMENT OR EXPLOSIVES
ARE TO BE USED FOR EXCAVATION ON

THIS PROJECT THE CONTRACTOR  MUST:

1) NOTIFY THE GAS COMPANY OF THE
PROPOSED LOCATION OF EXCAVATION.

2) TAKE PRECAUTION TO AVOID DAMAGE
TO GAS COMPANY INSTALLATIONS.

SEE PROVINCIAL REGULATION 210/72 FOR DETAILS

Certificate of Authorization

AECOM Canada Ltd.

No. 4671       Date:_____________2022/06/20

AutoCAD SHX Text
REHABILITATION OF WHELLAMS LANE

AutoCAD SHX Text
SIPHONS BY CIPP LINING

AutoCAD SHX Text
SECTIONS & DETAILS

AutoCAD SHX Text
EXISTING DOWNSTREAM SIPHON

AutoCAD SHX Text
OUTLET CHAMBER

AutoCAD SHX Text
13068

AutoCAD SHX Text
6

AutoCAD SHX Text
7

AutoCAD SHX Text
C-3001

AutoCAD SHX Text
TJB

AutoCAD SHX Text
ADL

AutoCAD SHX Text
AS NOTED

AutoCAD SHX Text
N/A

AutoCAD SHX Text
MPG

AutoCAD SHX Text
CCM

AutoCAD SHX Text
THE CITY OF WINNIPEG

AutoCAD SHX Text
WATER AND WASTE DEPARTMENT

AutoCAD SHX Text
SHEET         OF

AutoCAD SHX Text
REVISIONS

AutoCAD SHX Text
NO.

AutoCAD SHX Text
B.M.

AutoCAD SHX Text
ELEV.

AutoCAD SHX Text
DATE

AutoCAD SHX Text
BY

AutoCAD SHX Text
DATE 

AutoCAD SHX Text
HORIZONTAL

AutoCAD SHX Text
VERTICAL

AutoCAD SHX Text
DESIGNED

AutoCAD SHX Text
BY

AutoCAD SHX Text
FILE NAME:

AutoCAD SHX Text
DATE

AutoCAD SHX Text
ENGINEER'S SEAL

AutoCAD SHX Text
CONSTRUCTION

AutoCAD SHX Text
RELEASED FOR

AutoCAD SHX Text
FILE PATH: 

AutoCAD SHX Text
Tender No: 457-2022 

AutoCAD SHX Text
DRAWN

AutoCAD SHX Text
BY

AutoCAD SHX Text
SCALE:

AutoCAD SHX Text
CHECKED

AutoCAD SHX Text
BY

AutoCAD SHX Text
APPROVED

AutoCAD SHX Text
BY

AutoCAD SHX Text
CONSULTANT DRAWING NUMBER

AutoCAD SHX Text
CITY DRAWING NUMBER

AutoCAD SHX Text
ENGINEERING SERVICES DIVISION

AutoCAD SHX Text
CONSTRUCTION COMPLETION DATE:

AutoCAD SHX Text
YYYY MM DD

AutoCAD SHX Text
PLOT DATE:

AutoCAD SHX Text
NOTE:

AutoCAD SHX Text
LOCATION APPROVED

AutoCAD SHX Text
UNDERGROUND STRUCTURES

AutoCAD SHX Text
SUPV. U/G STRUCTURES

AutoCAD SHX Text
COMMITTEE

AutoCAD SHX Text
DATE

AutoCAD SHX Text
LOCATION OF UNDERGROUND STRUCTURES AS SHOWN ARE BASED ON THE BEST INFORMATION AVAILABLE BUT NO GUARANTEE IS GIVEN THAT ALL EXISTING UTILITIES ARE SHOWN OR THAT THE GIVEN LOCATIONS ARE EXACT. CONFIRMATION OF EXISTENCE AND EXACT  LOCATION OF ALL SERVICES MUST BE OBTAINED FROM THE INDIVIDUAL UTILITIES BEFORE PROCEEDING WITH CONSTRUCTION.

AutoCAD SHX Text
WARNING

AutoCAD SHX Text
WHOLE NUMBERS INDICATE MILLIMETRES

AutoCAD SHX Text
DECIMALIZED NUMBERS INDICATE METRES

AutoCAD SHX Text
METRIC

AutoCAD SHX Text
ADL

AutoCAD SHX Text
0

AutoCAD SHX Text
ISSUED FOR TENDER

AutoCAD SHX Text
22/06/15

AutoCAD SHX Text
16June2022

AutoCAD SHX Text
ORIGINAL SIGNED

AutoCAD SHX Text
BY C. Macey

AutoCAD SHX Text
K Zurek

AutoCAD SHX Text
Jun 20/22


	Sheets and Views
	60667457-SHT-30-Whel-C-3001_C-3002-13068
	PS_ALL



