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NOTE:
FLOW FROM INTERCEPTOR:
PEAK DWF: 500 l/s
AVERAGE DWF: 300 L/S
MIN DWF: 250 L/S

NORMAL PEAK
DWF LEVEL
EL 219.80± NORMAL MIN.

DWF LEVEL
EL 219.40±

MAXIMUM ALLOWABLE LEVEL 
IN UPSTREAM SYSTEM
EL 223.40±
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IMPLEMENT FLOW BY-PASS
AS PER SPECIFICATIONS

REMOVE AND DISPOSE OF LADDER CAGES

REMOVE AND
DISPOSE OF
LADDER
CAGES

REMOVE AND DISPOSE OF GRATE

REMOVE AND DISPOSE OF 500 AND 800 mm
VALVES, VALVE STEMS, AND OTHER
VALVE RELATED APPURTENANCES

EXISTING 900mm VALVES AND
ALL RELATED
APPURTENANCES TO REMAIN

REMOVE PEDESTALS AND COVER HOLE
WITH NEW 300x300x6.35 STEEL PLATE C/W
SHOP APPLIED LIQUID EPOXY COATING
AND 4 NEW S.S. CONCRETE ANCHORS.

NEW 1200
SIPHON

500
STEEL
SIPHON

NOTES:
1. REFER TO APPENDIX A RECORD DRAWINGS FOR FURTHER CHAMBER INFORMATION.
2. ALL WORK SHALL BE COMPLETED WITHOUT DEWATERING SIPHONS.

EXISTING 750 TO 800 REDUCER

EXISTING 500 TO
600 REDUCER

INSTALL MECHANICAL END
SEALS AS PER SPECIFICATIONS
(TYP BOTH SIPHONS)

IF  POWER EQUIPMENT OR EXPLOSIVES
ARE TO BE USED FOR EXCAVATION ON

THIS PROJECT THE CONTRACTOR  MUST:

1) NOTIFY THE GAS COMPANY OF THE
PROPOSED LOCATION OF EXCAVATION.

2) TAKE PRECAUTION TO AVOID DAMAGE
TO GAS COMPANY INSTALLATIONS.

SEE PROVINCIAL REGULATION 210/72 FOR DETAILS

Certificate of Authorization

AECOM Canada Ltd.

No. 4671       Date:_____________2022/06/20
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