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1A.  DEWATER HEADER [OPTIONAL] REMOVE
BLIND FLANGE FOR
ADDITIONAL HEADER
ACCESS REPLACE BLIND
PRIOR TO FILLING EAST
HEADERP4P3

1B.  BUILD TEMPORARY WALL.
REMOVE FORMWORK
THROUGH OPTIONAL BLIND
FLANGE OR 610 MANHOLE

1C.  DISINFECT, FILL, TEST
EAST HEADER. BRING P4
AND P5 BACK ONLINE

FILLED AT END OF STAGE 1

P2

P3

A

B

P4

543 6 7 8

7501258 2653 750 4190

FULL ENTIRE STAGE 2FILLED AT END OF STAGE 2

P4P3P2

2D.  FILL, TEST WEST 
HEADER. BRING P1, P2
AND P3 BACK ONLINE

2B.  CONSTRUCT WALL AND CAST IN 
WALL PIECE. REMOVE FORMWORK 
THROUGH HOLE OPENING. 
DISINFECT HEADER.

2C.  INSTALL VALVE, AND BLIND FLANGE FOR
DOUBLE BLOCK FOR DURATION OF INSTALL
REFER TO C-0002

WALL, SPOOL, AND VALVE
STAGE 2 - WEST

A

B
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750 41907501258 2653

P4P3

3A.  DEWATER EAST HEADER

P2

FULL ENTIRE STAGE 3

A

B

543 6 7 8

750 41907501258 2653

FULL ENTIRE STAGE 4

P4P3

4B.  REINSTATE 
EAST HEADER

P2

4A.  REMOVE BLIND FLANGE, 
INSTALL DISMANTLING JOINT REFER
TO C-0002

TEMPORARY
WALL

TEMPORARY
WALL

PERMANENT
WALL

SIM SIM

2A.  CUT OFF EX PUMP
INTAKE BEND, SAW
CUT CONCRETE
SLAB FOR  FLOOR
OPENING

FLOOR OPENING
2653 x 3176

FLOOR OPENING
2653 x 3176

SIM

P3

P4PERMANENT
WALL

PERMANENT
WALL

FLOOR OPENING
2653 x 3176

SIM

P3

P4
PERMANENT
WALL

PERMANENT
WALL

SIM

SEE FLOOR
OPENING DETAIL

SEE FLOOR
OPENING DETAILSEE FLOOR OPENING DETAIL

INSTALLATION - SIDE VIEW
SCALE 1:100

3B.  DEMO EXISTING WALL, INSTALL NEW 
WALL PIECE AND CAST NEW PERMANENT
WALL.  DISINFECT HEADER.

STAGE 4 - FINAL CONNECTIONS - SIDE VIEW
SCALE 1:100

APPURTENANCES - PLAN VIEW
SCALE 1:100

VALVE INSTALLATION - PLAN VIEW
SCALE 1:100

STAGE 3 - EAST WALL, AND SPOOL - SIDE VIEW
SCALE 1:100

STAGE 1 - EAST TEMPORARY WALL SIDE VIEW
SCALE 1:100

STAGE 1 - EAST TEMPORARY WALL - PLAN VIEW
SCALE 1:100

A

S-0002

B B

B BB A

STAGE 2 - WEST WALL, SPOOL, AND

INSTALL - PLAN VIEW
SCALE 1:100

STAGE 3 - EAST WALL, AND SPOOL,

FLOOR OPENING SECTION
SCALE 1:25
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WEST HEADER EAST HEADER
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S-0002 S-0002 S-0002 S-0002
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WEST HEADER EAST HEADER

WEST HEADER EAST HEADER WEST HEADER EAST HEADER

STAGE 4 - FINAL CONNECTIONS AND

NOTE
- STAGE 4 INCLUDES FLOOR BENCHING

AND INSTALLATION OF THE SUMP
PUMP, LADDER AND FLOOR COVER

N
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N

TN

N

TN

REMOVE BLIND FLANGE
FOR HEADER ACCESS.
REPLACE PRIOR TO
FILLING EAST HEADER
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